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METROPOLITAN EDISON COMPANY sowCIARY OF GENE'1AL PUBLIC UTILITIES CORPORATION

iT OFFICE BOX 542 READING, PENNSYLVANI A 19603 TELEPHONE 215 - 929 3601
July 30, 1976
GQL 1021

Mr. James P. O'Reilly, Director
Office of 7- tion & Enforcement, Region 1
U. S. Nuclear t.cgulatory Commission
631 Phrk Avenue
King of Prussia, Pennsylvania 19406

Director of Nuclear Reactor Regulation
Office of Inspection & Enforcement
U. S. Nuclear Regulatory Co==ission
Washington, D. C. 20555

.

Dear Sirs:

'* ~

Three Mile Island Nuclear Station Unit 1 (TMI-1)
Docket No. 50-289

Operating License No. DFR-50 . -

"' '' ~

. I.E. Bulletin No. 76-06

In response to I.E. Bulletin No. 76-06, please be advised that Three
Mile Island Nuclear Station Unit 1 has no valves which can be considered
to be in the category of safecy related diaphragm operated relief valves
in high te=perature systems. No licenseeaction is, therefore, required
regarding this bulletin.

Sincerely,

R. C. nold
Vice President
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