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Gentlemen: file

P. Kellog, I&E
By lettJe dated August 26, 1977, you submitted a report pertstrir; to
Three clile Island Nuclear Station, Unit No. 1 (TVI-1) entitled,
"Reactcr Containment Du11 ding Ring Girder Surveillance Test Tr.ree
Yeare After S.I.T4"

This is to advise you that we have concluded our review of the above
document. As a result of our review we conclude that the surveillance
tests have been performed in accordance with applicable requiremerts
and that the safety margins in the structure, at the present time,
are adequate. We also conclude that there is reasonable acsurance
that the containment structure wiil continue to perform its intended
safety function.

The above conclusions are based in part on your commitment te co?.oleta
the repairs described and committed to in your letter of June 3, lo77,
prior to the end of the refueling outage in 1978.

Section 4.4.2.2.A. of the TMI-l Technical Specifications states,
"After the fourth inspection (of the ring girder), the remaining
schedule of inspections, if deemed necessary, shall be determised
based upon previous results of the ring girder inscection." Because
the report transmitted by your letter of August 26, 1977, preseated
the results of the fourth inspection, we have also evaluated the
need for further inspections. Based on our evaluation, we conclude
that if the repairs to the ring girder previously committed to are
completed by the end of the 1978 refueling outage, the schedule ard
extent of the inspections can be modified. This modified inspectico
program and inspection frequency would consist of a visual inspection
of the ring girder performed in conjunction with the Inservice Tendor
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Surveillance Program as described in TMI-1 Goecific.ition 4.4.2.1 and
Regulatory Position C.3 of Regulatory Guide 1.33, Revision 2. If the
repairs to the ring girder are not completed by the erd ofl1078
refueling outage, we conclude that the ring girdea inspecticn
program shohld continue in its present form on an annual basis until
the repairs are completed.

Accordingly, you are requested to submit pecposed revised Technical
Specifications for ring girder inspection in accordance with the

guidance given above for a modified program. Any amendment of
your Technical Specifications in this regard, however, would have
to await our receipt of notification of the completion of recairs
to the ring girder.

Sincerely,

Robert W. Reid, Chief
Operating Reactors Branch d4
Division of Operating Reactors

cct See next page

I -

1493 088

-
@% ~ ,-

y sK ("' ?oV
ORB 4: R gf d-E . I

4- .'s s
C-Oy&jd DCP

-Aome s, g

sr f . ~l f & -
'

,

ouanaus h GZwetzio:dn Gluckk na 1 %h /I .Ge e c PW%id '

12/h77 12/\S/77 12/N/h7 12 / 5 /77___ 12/]f/772

NEC FORM 31s (9 76) NECM 0240 h us e. oovsnmmant eninvine ospiczi te7e - eas4s4

-



.

'
.

.

Metropolitan Edison Company

cc: G. F. TrowLridge, Esquire
Shaw, Pittman, Potts & Trowbridge
1800 M Street, N. W.
Washington, D. C. 20036

GPU Service Corporation
Richard W. Heward, Project Manager
Mr. T. Gary Broughton, Safety and

Licensing ibnager
260 Cherry Hill Road
Parsippany, New Jersey 07054.

Pennsylvania Electric Company
Mr. R. W. Conrad
Vice President, Generation
1001 Broad Street
Johnstown, Pennsylvania 15907

Miss Mary V. Southard, Chairman
Citizens for a Safe Environment
P. O. Box 405
Harrisburg, Pennsylvania 17108

Government Publications Section
State Library of Pennsylvania
Box 1601 (Education Building)
Harrisburg, Pennsylvania 17126
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