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[@I7] |LIndications of cracking on Unit 1 steam generator feedwater nozzles |
'[@13) |_were identified on 10/16/79. Unit 2 was shutdown on 10/27/79. |
"[@I3] | Indications of cracking on Unit 2 feedwater nozzles were identified |
"[T5 L on 10/29/79. The health and safety of the public has not been |
"[EI5) | affected. [
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