
.
.

.

UNITID STATES
/ NUCLEAR REGULATORY COMMISSION

,

~,a
WASHINGTON, c. C. 20565

}

N|o# THE TOLEDO EDISON COMPANY-

* ?a

*% ......
4

AND_

THE CLEVELAND ELECTRIC ILLUMINATING COMPANY
.

DOCKET NO. 50-346

DAVIS-BESSE NUCLEAR POWER STATION, UNIT NO.1
I

AMENDMENT TO FACILITY OPERATING LICENSE#

Amendment No.18
License No. NPF-3

1. The Nuclear Regulatory Comission (the Comission) has found that:

A. The filings by The Toledo Edison Company and The Cleveland Electric
Illuminating Company (the licensees) dated December 12, 1977,
January 11, April 11, May 3, June 22, July 27, September 7 and 25,

12, 1978, January 10, February 28 andNovember 25, December
comply with the standards and requirements of the.

April 12,1979,
Atomic Energy Act of 1954, as amended (the Act), and the Commission's -

rules and regulations set forth in 10 CFR Chapter I;

The facility will operate in confonnity with the licensees' filings,8.
the provisions of the Act, and the rules and regulations of
the Comission;

There is reasonable assurance (i) that the activities authorizedC.
by this amendment can be conducted without endangering the health
and safety of the public, and (ii) that such activities will be
conducted in compliance with the Comission's regulations;

The issuance of this amendment will not be inimical to the comonD. defense and security or to the health and safety of the public;
and

The issuance of this amendment is in accordance with 10 CFR PartE. 51 of the Comission's regulations and cll applicable requirements
have been satisfied.
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Accordingly, Facility Operating License No. NPF-3 is hereby amended2.
as follows:

Amend paragraph 2.C(2) to read as follows:A.

2.C(2) Technical Scecifications
The Technical Specifications contained in Appendices, are
A and B, as revised through Amendment No.The licensee

hereby incorporated in the license.shall operate the facility in accordance with the.

Technical Specifications.

Add paragraph 2.C(4) as follows:B.

2.C(4) Fire Protection
The licensee may proceed with and is required to
complete the modifications identified in Section 1
of the NRC's Fire Protection Safety Evaluation

26, 1979 and sup-
(SE) on the facility dated JulyThese modifications shall be
plements thereto.
completed as specified in Table 1 of the SE or
supplements thereto.

15, 1979.*
This license amendment is effective as of August3.

FOR THE NUCLEAR REGULATORY C0fEISSION

4./fm Y
Robert W. Reid, Chief
Operating Reactors Branch #4
Division of Operating Reactors

Attachment:
Changes to the Technical

Specifications

Date of Issuance: July 26, 1979

*Provided no hearing is requested under 10 CFR Part 2 paragraph 2.204.
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ATTACHMENT TO LICENSE AMENDMENT NO. 18

FACILITY OPERATING LICENSE NO. NPF-3

DOCKET NO. 50-346

Remove page 6-1 of the Appendix A Technical Specifications and replace

with enclosed page 6-1.
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6.0 ADMINISTRATIVE CONTROLS

6 1 RESPONSIBILITY

eration and shall delegate in writing the succession to this respons b -The (Pla'nt Superintendent) shall be responsible for overall facility
.

i i
1.16 .

op
l ity during his absence.

6.2 ORGANIZATION _

0FFSITE

The offsite e-nanization for facility management and technical.2.16
upport shall be as shown on Figure 6.2-1.s

FACILITY STAFF

The Facility organization shall be as shown on Figure 6.2-2 and:6.2.2
Each on duty shift shall be composed of at least the minimum
shift crew composition shown in Table 6.2-1.a.

At least one licensed Operator shall be in the control room whenb. fuel is in the reactor,
At least two licensed Operators shall be present in the control
room during reactor start-up, scheduled reactor shutdown andc.

during recovery from reactor trips.

An individual qualified in radiation protection procedures shall
d.

be on site when fuel is in the reactor.
All CORE ALTERATIONS shall be directly supervised by either a
licensed Senior Reactor Operator or Senior Reactor Operatore.

Limited to Fuel Handling who has no other concurrent respon-
sibilities during this operation.

A site Fire Brigade of at least 5 members shall be maintainedThe Fire Brigade shall not include 3** f .

members of the minimum Shift crew necessary for safe shutdown ofthe unit and any personnel required for other essential functions
onsita at all times #.

during a fire emergency.
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* Fire Brigade Composition may be less than the minimum requirements for ad

period of time not to exceed 2 hcurs in order to accomodate unexpecteabsence of Fire Brigade members provided immediate action is taken to
restore the Fire Brigade to within the minimum requirements. ,

**This change from 3 to 5 individuals will be implemented by start up
after the first refueling outage. Amendment No. 9, 18
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