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Mr. Thomas D. Keenan, Chairman
General Electric Operating Plant

Owners' Group
Vermont Yankee Nuclear Power Corporation
Seventy-Seven Grove Street
Rutland, Vermont 05701

Dear Mr. Keenan:

SUBJECT: BULLETINS AND ORDERS TASK FORCE AUDIT OF SMALL BREAK LOSS-OF-COOLANT
ACCIDENT EMERGENCY PROCEDURES AND OPERATOR RETRAINING

By letter dated December 4, 1979, we advised you of our plans to audit the
small break icss-of-coolant accident emergency procedures and operator retraining
at the Nine Mile Point 1, FitzPatrick and Dresden 2/3 plants and to visit the
GE BWR simulator in Morris, Illinois. The plant audits and simulator visit
were accomplished as scheduled on December 10-13, 1979.

A copy of our summary of the plant audits and simulator visit is enclosed for
your information and use. Copies are also being sent to each member of the
General Electric Operating Plant Owners' Group.

Sincerely,
'

s y
r, ;,,

s', t.t . \,
D. F Ross, J/., Director' v

Bulletins & Orders Task Force

Enclosure:
As stated

cc: See attached lists
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ENCLOSURE

SUMMARY OF B&OTF AUDITS OF SMALL BREAK LOCA EMERGENCY PROCEDURES

AND OPERATOR RETRAINING AT SELECTED GENERAL ELECTRIC BWR OPERATING PLANTS

On December 10-13, 1979, representatives of the Bulletins and Orders Task Force
(B&OTF), accompanied by the cognizant Division of Operating Reactors Project Manager
and Office of Inspection and Enforcement Regional / Resident Inspector (s) conducted
audits of the emergency procedures and operator retraining associated with small
break loss-of-coolant accidents (LOCAs) at the Nine Mile Point 1, FitzPatrick, and
Dresden 2/3 plants. A number of NRC-representatives also visited General Electric
Company's Boiling Water Reactor Simulator at Morris, Illinois to observe its responses
to a small break LOCA. A list of those individuals who attended each of the plant
audits is enclosed.

BACKGROUND

The purpose of the B&OTF audits was to review selected licensees' emergency
procedures, operator retraining, operator awareness of the emergency procedures and
their bases and systems considerations associated with small break LOCAs. The Nine
Mile Point 1, FitzPatrick and Dresden 2/3 plants were selected for the B&OTF audits
based on their representation of different BWR classes and licensees and on the
limited time available to conduct the audits. Audits of the remaining General Elec-
tric Company boiling water reactor operating plants will be conducted by the Office
of Inspection and Enforcement.

The licensees' small break LOCA e.nergency procedures and operator retraining were
based on operator guidelines developed by the General Electric Operating Plant Owners'
Group which, as documented in its letter to the Owners Group dated October 26, 1979,
have been approved by the B&OTF. As set forth on Page 5 of Enclosure 6 to Darrell G.
Eisenhut's letter to all operating plants dated September 13, 1979, the small break
LOCA emergency procedures and operator retraining are to be implemented by December
31, 1979.

PLANT AUDITS

The following matters were considered at each of the plant audits:
Emergency Procedures

The licensee's small break LOCA emergency procedures were compared to the
approved operator guidelines. The clarity of the procedures in terms of
individual operator actions and cautions and the flow of the procedures
with respect to the timely initiation of operator actions were considered.

Operator Retraining

The retraining that the operators received with respect to the small break
LOCA emergency procedures was reviewed. Informal training, formal classroom -

study and walk-throughs of the emergency procedures with their shift super-
visors or training coordinators were considered.
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Operator Awareness of the Emergency Procedures and their Bases

The operators' understanding of small break LOCAs, the differences between
small break LOCAs and other depressurization events and the bases for the
apprered guidelines and their familiarity with the small break LOCA emergency
procedures were reviewed. The effectiveness with which the emergency procedures
can be carried out was considered.

Systems Considerations

Systems-related aspects of the emergency procedures were reviewed to assure
that the necessary operator actions can be performed.

FINDINGS

The most significant findings resulting from the plant audits are summarized
below:

Emergency Procedures

For the most part, each of the licensees' emergency procedures reflected all
of the essential elements of the approved operator guidelines. In fact, at one
plant, the emergency procedures were little more than the guidelines themselves.
Consequently, they differed significantly in both format and content from the
plant's other emergency procedures. Several of the licensees' emergency procedures
appeared to be somewhat too detailed, especially in the automatic actions, and
immediate operator actions sections.

In several instances, caution statements were placed in the immediate operator
actions sections of the emergency procedures. It was generally felt, however,
that this practice should be either minimized or eliminated. There was consid-
erable discussion concerning the most appropriate sections of the emergency pro-
cedures to place the caution statements. One licensee expressed concern that
the placement of caution statements in the discussion section of the emergency
procedures could result in their being overlooked. There appeared to be no
consensus, however, concerning the best placement of the caution statements in
the emergency procedures. In one plant's emergency procedures, the caution
statement concerning the effects of drywell temperature on reactor vessel level
measurement was omitted. The licensee maintained that this matter can be addressed
best during operator retraining.

There was considerable discussion concerning whether certain operator actions,
such as verification of the automatic transfer of high pressure coolant injection
system suction from the condensate storage tank to the suppression chamber and
verification of automatic containment isolation by independent means should
be placed in the immediate operator actions section or the subsequent operator
actions section of the emergency procedures. Again, there appeared to be no

.

consensus concerning the best placement of such operator actions in the emergency ~

procedures.
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Finally, one licensee expressed concern that the NRC was becoming too
prescriptive in the writing of emergency procedures.

The emergency precedures had been approved for use at all three plants but
had actually been implemented at only one plant at the time of the audits.
At the plant at which the emergency procedures had been implemented, however,
not all the operators had completed their retraining or, for that matter,
had even been required to read the emergency procedures. For this plant,
the existing LOCA emergency procedures were revised to incorporate the
essential elements of the approved guidelines, hence, no separate small break
LOCA emergency procedures existed per se. The licensee maintained that the
revisions to its existing LOCA emergency procedures were minor and, therefore,
the revised emergency procedures could be implemented prior to the completion
of operator retraining. Nevertheless, the potential existed for an operator
to be called upon to utilize an emergency procedure that he had never seen
before.

Operator Retraining

At the time of the audits, none of the licensees' operators had completed all
of their retraining associated with the small break LOCA emergency procedures.
Two of the licensees had instructed their operators to review the emergency
procedures on their own, however, only approximately one-half of these operators
had completed their reviews at the time of the audits. Two of the licensees
planned formal classroom training sessions for their operators (the other licensee
planned either a brief formal classroom session or walk-throughs of the emergency
procedures with their shift supervisors or training coordinators), however, only
a few of these operators had attended the training sessions at the time of theaudits. Two of the licensees planned walk-throughs of the emergency procedures
for their operators with their shift supervisors or training coordinators. The
other licensee did not plan such walk-throughs, on the basis of the similarity
of its small break LOCA emergency procedures to its present LJCA procedures.
Only one of the licensees indicated that it intended to utilize a simulator as
part of its operator retraining.

Operator Awareness of the Emergency Procedures and Their Bases

The operators of two of the licensees exhibited a reasonably good under-
standing of the emergency procedures and their bases. These operators also
appeared to be capable of effectively carrying out the emergency procedures.
However, the operators of the other licensee exhibited a less-than-desirable
understanding of the emergency procedures and their bases. The capabilities
of these operators to effectively carry out the emergency procedures also
appeared to be less than desirable.

Nearly all of the operators exhibited a less-than-desirable understanding
of the reactor vessel level instrumentation. Notably deficient was the
operators' understanding of temperature effects on the vessel level instrumenta-
tion, how temperature compensation is achieved and the vessel locations from '

which the levels are being measured. A few of the operators did not know such
things as the means by which safety /reliefvalve position indication is derived,
the location of the isolation condenser isolation indicators and the purpose of
the isolation condenser bypass controls. In addition, substantially different
answers were received on how to verify that containment isolation had occurred.
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While describing how the emergency procedures would be carried out in the
control rooms, a significant number of the operators overlooked several
vital operator actions, such as the verification of reactor scram. For those
cases in which one emergency procedure, such as the small-break LOCA procedure,
refers to another procedure, such as the reactor s ram procedure, it was not
clear to the operators which procedure takes precedence; e.g., does the
operator complete the referenced procedure before proceeding on to the next
action statement of the parent procedure?

Systems Considerations

For the most part, the instrumentation and controls associated with those
systems required to mitigate the consequences of small break LOCAs were such
that the necessary operator actions can be performed without endue difficulty.
With the exception o' the instrumentation required to verify Phase 2 contain-
ment isolation of a limited number of small lines, all instrumentation and
controls were located in the control rooms on cabinet panels facing and in
immediate proximity to the operators. The instrumentation required to verify
Phase 2 containment isolation of a limited number of small lines was also
located in the control rooms but on cabinet panels behind the main control
complex.

Two licensees' operators pointed out "-=t the separation of the instrumentation
and controls necessary to mitigate the consequences of small break LOCAs con-
tributed some difficulty to the operators in performing their necessary actions,
especially in those situations in which only a single operator is available.
An e: mple of this is the separation of the reactor vessel level instrumentation
from the controls used to manually actuate the automatic depressurization
system. The availability of at least two operators, as was the case in one of
the plants, substantially compensated for this separation.

One licensee's operator suggested that the addition of a timer which J.Juld be
used in conjunction with the manual initiation of the automatic depressurization
system would be helpful. Another licensee's operator, noting that the zero
indications of the various reactor vessel level instrumentation often refer to
different reactor vessel levels, suggested that the potential for operator error
would be substantially reduced if all the reactor vessel level instrumentation
were referenced to the same reactor vessel level.

At the conclusion of each of the plant audits, each licensee was asked if, in
its opinion, the efforts involved in developing the emergency procedures and
the retraining of its operators have er.hanced the capabilities of its plant and
its operators to cope with small break LOCAs and why. The answer given by each
licensee was the affirmative. The reasons given included the collective contrib-
utions of a larger-than-normal number of individuals representing various interests
in the development and approval of the operator guidelines, the increased -

attention given by the Owners Group and the licensee in the development of the
emergency procedures and the additional, specialized operator retraining.
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SIMULATOR

A number of those NRC representatives who participated in the audit of the
Dresden 2/3 plant visited General Electric Company's Boiling Water Reactor Simulator
to observe its responses to a small break LOCA. The particular scenario represented
involved a small break in a main steam line inside containment combined with a total
loss of offsite power.

The capability of the simulator to adequately represent a small break LOCA is
presently limited, however. In thf above scenario, the small break nad to be
represented by openinr a safety / relief valve. A fully-open safety / relief valve,
however, represents a somewhat larger break area than is of particular interest in
the study of small break LOCAs. In addition, since the safety / relief valves discharge
to the suppression chamber, the drywell pressure and temperature do not increase as
they would in the event of a small break LOCA inside containment. The increase in
drywell pressure and temperature had to be initiated by turning off the drywell coolers.
Representatives of the General Electric Company indicated, however, that in the near
future, they expect to upgrade the capability of the simulator to more adequately
represent small break LOCAs. Additional features presently under consideration
include the capabilities to represent various small break sizes at a number of differ-
ent locations.

CONCLUSIONS

On the bases of the findings resulting from the B&0TF audits of the Nine Mile
Point 1, FitzPatrick ar.d Dresden 2/3 plants, it is concluded that the boiling water
reactor plant licensees' emergency procedures and operator retraining associated
with small break LOCAs can be implemented by December 31, 1979, as required. It is
further concluded that the licensees' emergency procedures and operator retraining
associated with small break LOCAs provide added assurance that the boiling water
reactor plants and their operators can accommodate a small break LOCA in an acceptable
manner.

RECOMMENDATIONS

As a result of the B&OTF audits of the emergency procedures and operator retrain-
ing associated with small break LOCAs at the Nine Mile Point 1, FitzPatrick and
Dresden 2/3 plants and visit to General Electric Company's Boiling Water Reactor
Simulator at Morris, Illinois, several areas were identified in which the need for
improvement is indicated. It is recognized that the need for improvement in at
least some of these areas existed prior to the licensees' efforts related to small
break LOCAs or as a result of the audits being conducted several weeks hefore the
date that the efforts were required to be completed. The areas in which the need for
improvement is indicated and the recomendations for improvement are as follows:

.
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Emergency Procedures

On the bases of their reflection of the essential elements of the approved
operator guidelines and their status of implementation, it is concluded that
the licensees' small break LOCA emergency procedures can be implemented by
December 31, 1979, as required. However, on the bases of the potential problems
associated with the use and placement of caution statements, placement of operator
action statements and implementation practices associated with the emergency pro-
cedura, it is recommended that the NRC, in collaboration with the nuclear indus-
try, develop guidance, perhaps in the form of a regulatory guide, on the format,
content and implementation of emergency procedures.

Operator Retraining

On the basis of their status of completion, it is concluded that the
licensees' operator retraining associated with small break LOCAs can be
completed by December 31. 1979, as required. However, on the bases of the sub-
stantial disparity in the emphasis the licensees placed on the operator
retraining associated with the small break LOCA emergency procedures, it is
recommerided that the NRC, in collaboration with the nuclear industry, develop
guidance, perhaps in the form of a regulatory guide, on the extent of operator
retraining appropriate to the implementation of new or revised emergency opera-
ting procedures.

Operator Awareness of the Emergency Procedures and Their Bases

On the bases of a significant number of operators' less-than-desirable
understanding of the emergency procedures and, especially, their bases, it is
concluded that the licensees' operator retraining is less than desirable.
Accordingly, it is recommended that the licensees reassess their operator
retraining in order to ensure that their operators thoroughly understand the
emergency procedures and their bases.

Systems Considerations

Cn the bases of the plants' complements and locations of the instrumentation

and controls associated with those systems required to mitigate the consequences
of small break LOCAs, it is concluded that the necessary operator actions can be
performed without undue difficulty. However, on the bases of the potential
problems associated with the zero indications of the various reactor vessel level
instrumentation often referring to different reactor vessel levels, it is recom-
mended that both the NRC and the nuclear industry consider the establishment of a
requirement that all reactor vessel level instrumentation be referenced to the
same reactor vessel level.

Simulator ~

jg 4
On the basis of the present limited capability of the simulator to

adequately represent a small break LOCA, it is concluded that the simulator is
presently of little value in representing, or retraining operators in plant
responses to small break LOCAs. Accordingly, it is recommended that the General
Electric Company, in collaboration with the NRC and the nuclear industry, pursue
expeditiously upgrading the capability of the simulator to more adequately
represent small break LOCAs including the capabilities to represent various
small break sizes at a number of different locations.
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Enclosure

ATTENDANCE

NINE MILE POINT 1 B&OTF AUDIT - DECEMBER 10, 1979

Niagara Mohawk Power Corporation

R. Abbott
J. Aldrich
J. Earls
T. Lempges
M. Masuicca
D. Matthews
M. Mosier
T. Perkins
J. Shea
B. Taylor

GE BWR Owners' Group

T. Rogert, PG&E

Nuclear Regulatory Commission

W. Baumack, RI
W. Hodges
K. Mahan
P. Polk
C. Thomas

FITZPATRICK B&OTF AUDIT - DECEMBER ll, 1979

Power Authority of the State of New York

V. Childs
R. Converse
M. Curling
S. Hudson
J. Leonard
R. Maki
R. Pasternak
K. Roberts
R. Schilling
D. Tall

}Ob4 lkk .GE BWR Owners' Group

T. Rogers, PG&E

Nuclear Regulatory Commission

P. Boehnert, ACRS Staff T. Stetka, RIC. Cowgill, RI C. ThomasW. Hodges
K. Mahan
P. Polk
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Page 2 of 2 pages
Enclosure

ATTENDANCE

DRESDEN 2/3 S&OTF AUDIT - DECEMBER 12, 1979

Commonwealth Edison Company

L. Berg
T. Blackmon
D. Farrar
R. Janecek
W. Pietryga
B. Shelton
R. Stobert
J. Wujciga

GE BWR Owners' Group

T. Rogers, PG&E

Nuclear Reoulatory Conmission

J. Barker, Dresden Resident Inspector
R. Bevan
W. Hodges
W. Kane
K. Mahan
J. Smitn , Reg. III
C. Thocas

.
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K.A. Meyer Jack 5. SitelIowa Electric Light & Power
- Commonwealtn E isen Co.

,

POJ. Box 351
72 West Adams, Rcom 22;9Ce Jar Rapids, Iowa 52406 Chicago, Illinois 60603

J. A. Domer Roger s|, nustenTennessee Valley Authority
400 Chestnut Street Tower Consumers Power C;mpar.y

twclear Operaticos Dept.Chattanooga, Tennessee 37401
1945 ..est Parnali Roac
Jackscn, '.icnigan ;9231

Kris K. Chitkara '

Cincinnati Gas & Electric Wyne Snamla-

P. O. Box 960 arthern $tates Power Company
:onticello TLclear PlantCincinnati, Ohio 45201 Ponticellu, ::innesota 53602

Paul J. McGuire
_ Peter W. Lycn

D[p)@[]!(U)(" D
~

' l fh' p .-f. '
PASNY

Boston Edison Company
lu jub dd ]6 10 Columbus Circle31.frin St6 tion New York, N. Y. 100190.ocky Hill Road

Plymouth, Mass. 02360
W. R. D'Ancelo

i

Niagara Mohaw< Po..er Corp.
300 Erie 50ulevarc West

hi ade h Electric Syracuse, t;. Y. 13202
s

2301 Market Street
Philadelphia, Penns lvania 191Q1

D. a. a,a.ters
'

Carolina Power & Light Co...

W. A. Widner P. 0.5cx 1551
Georgia Power Company Raleich, N. f. 27602

,

-

Power Generation Department I
Box 4545
270 Peachtree Street ''

Jay M. Pilant)

Atlanta, Georgia 30302 Nebraska Public Power District
p, o, gox 499
Columbus, Nebraska 65601

Thomas J. Dente i

Northeast Utilities
: 0. Box 270 T. D. <eenan
Martford, Connecticut 06101 Vermont Yankee Nuclear Power Cr:.

77 Grove Street
Rutlanc, Vermont 35701

Ed vConnor
Jersey Central Power & Light Co. Pat :arrict.Madison Avenue at Punchbowl Road Ge.ere. Electric Cc cany

.Morristmn, New Jersey 07960 175 : ct.,er xcer.ce. :ai'. C cce
San Jose. Cai1forn 2 951:5

Taggart Rogers
Pacific Gas ; Electric
One ?ost St.:et, Suite 2200
San I rencisco, Califorr.ia ::la
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