
.

hh. r ->.

[ SACRAMENTO MUTUCIPAL UTILITY DISTRICT C) 6201 S Street, Box 15830, Sacramento, California 95813; (916) 452-3211

tbrch 6, 1979

U. S. Nuclear Regulatory Commission
ATTN: Mr. R.11. Engelken

Region V Office of Inspection & Enforcement
1990 North California Boulevard
Walnut Creek Plaza, Suite 202
Walnut Creek, CA 94596

RE: Opercting License DPR-54
Docket No. 50-312
Reportable Occurrence 79-2

Dear Mr. Engelken:

In accordance with Technical Specifications for Rancho Seco Nuclear
Generating Station, Section 6.9.4.2b, and Regulatory Guide 1.16, Revision 4
Section C.2.h2, the Sacramento Municipal Utility District is hereby submitting
a thirty-day report of Reportable Occurrence 79-2.

On February 5, 1979, Reactor Building Emergency Cooler, A-500B, was taken
out of service for maintenance. Per Technical Specifications Section 3.3.3, a
redundant building cooler, A-500C, was tested for operability. The unit failed
to start. The A-500B unit was returned to service and tested satisfactory.

An investigation of why the A-500C had falJed to start revealed that the
breaker, 52-3A14, had tripped on overcurrent. A review of the records showed that
the relay had been set ten days prior to the occurrence as part of the preventive
maintenance schedule. The fact that the overcurrent relay was found to trip at
a lower value than it should indicates Ln. it was ser. improperly at that time.
The relay was reset to the proper trip set;oint. The unit was tested and declared
operable.

Corrective action to minimize recurrence included:
A training session for the electricians was held or. February 7,1979.a.
The electricians were informed of the occurrence and the proper method
of adjusting / testing the relays was reviewed.

b. The Operations Supervisor issued a memo, S02-79, on February 12, 1979,
to all operating crews. The memo discussed the proper testing and
documenting of safety-related equipment following maintenance.

There were no power reductions or plant transients associated with this event.
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Wm. C. Walbridge /
General Manager

cs: Director, MIPC (3)
Director, I6E (30) \
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