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March 4, 1980

In reply, please
refer to LAC-6811

DOCKET NO. 50-409

Director of Nuclear Reactor Regulation
ATTN: Mr. James J. Shea, Project Manager

Operating Reactors Branch #2
Division of Operating Reactors
U. S. Nuclear Regulatory Commission
Washington, D. C. 20555

SUBJECT: DAIRYLAND POWER COOPERATIVE
LA CROSSE BOILING WATER REACTOR (LACBWR)
PROVISIONAL OPERATING LICENSE NO. DPR-45
IE INFORMATION NOTICE NO. 79-37

Reference: (1) NRC Letter, Keppler to Linder,
dated December 28, 1979.

Gentlemen:

The subject Information Notice enclosed with Reference (1) described
stress corrosion cracking in Westinghouse 1800 rpm low pressure
turbine discs.

The Information Notice has been reviewed for possible application to
the turbine at LACBWR which was manufactured by Allis-Chalmers.
Enclosure 1 is a copy of a letter from Mr. O. R. Mallat, Senior Staff
Engineer, Turbo-Generator Maintenance, which indicates that the
problems reported do not apply to our unit.

Enclosure 2 is a copy of Question III-16 and the corresponding answer
from ACNP-66541 relative to damage of the containment building by
missiles.

.

Enclosure 3 is a figure taken from the Safeguards Report which shows
the orientation of the turbine-generator with respect to the reactor
and the containment building.

Enclosure 4 is a series of print copies illustrating the turbine
spindles and blade keyways together with descriptions of the unit
and components.
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Mr. James J. Shea, Project Manager LAC-6811
4

Operating Reactors Branch 42 March 4, 1980

If further information is required, please contact us.

' Very truly yours,

DAIRYLAND POWER COOPERATIVE
i

ess- OG}, y/
# R. E. Shimshak

LACBWR Plant Superintendent
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I February 5, 1980

Dairyland Power Cooperative
Lacrosse Boiling Water-Reactor
P.O. Box 135
Genoa, Wisconsin 54632

.'

Attention: Mr. Dick Shimshak
Plant Superintendent

Dear Dick:

This letter is to confirm our telephone conversation of January 29,
1980 with an attached NRC, IE Information Notice No. 79-37,
Cracking in Low Pressure Turbine Discs.

The Allis-Chalmers turbine generator unit that you have in your
plant does not incorporate any shrunk-on discs on either the HP
or LP turbine spindles. Therefore, the problems reported and
the inspections discussed in IE Information Notice No. 79-37 will

CI not apply to your unit. This unit has solid shafts throughout,
with blade insertions directly into the spindle body.

If you need any further information on this subject, please let
us know.

Sincerely,
.
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