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March 27, 1980

Mr J G Keppler
*

Of fice of Inspect ion & Enforcement '

U S Nuclear Regulatory Commiesion
799 Rooneve1L Road
Glen Ellyn, IL 60137

Dear Mr Keppler:

MONTICELLO NUCLEAR GENERATING PLANT
Docket No. 50-263 License No. DPR-22

Unqualified Splices Found in MSIV Control Cables

The Licensee Event Report for this occurrence is reproduced on
the back of this letter. Enclosed are three copies.

'Ihis event is reported in compliance with Technical Specification
6.7.'..l.iin that a condition was discovered which was contrary to
the design requirements contained in the Final Safety Analysis
Report.

Yours ve ry t ruly,

0 Nr Fe w
L 0 Mayer, PE
hanager of Nuclear Support Services

LOM/DMM/ak

cc: Director, IE, USNRC (40)
Director, M'PC, USNHC (3)
MPCA
Attn: J W Ferman
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