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PRODUCTION DEPARTMENT

Office of Inspection & Enforcement
U.S. Nuclear Regulatory Commission
Region II
101 Marietta St., N.W., Suite 3100
Atlanta, Georgia 30303

Attention: Mr. J. P. O'Reilly, Director

Dear Mr. O'Reilly:
'

SUBJECT: Grand Gulf Nuclear Station
Units 1 and 2
Docket Nos. 50-416/417
File 0260/15526 .

PRD-80/24, Final Report,
Comsip Comainment Gas
Analysis System

AECM-80/116

On April 30, 1980, Mississippi Power and Light Compar.y notified
Mr. J. D. Wilcox of your office of a Potentially Reportable Deficiency (PRD)
at the Grand Gulf Nuclear Station (GGNS) construction site. The deficiency
is associated with containment gas analysis systems supplied by Comsip, Inc.
This matter was reported by Comsip to the NRC, Region V, pursuant to
10 CFR 21, in their lecter of April 3, 1980. That Consip report detailing
the information required by 10 CFR 21.21(b)(3) is attached.

We have determined that this matter constitutes a reportable condition
under 10 CFR 50.55(e). Furthermore, we have concluded that this condition is
also required to be reported under 10 CFR 21. This letter to you, with
attachments, constitutes our required reporting of this matter under both
10 CFR 50.55(e) and 10 CFR 21.

Please advise MP&L of any additional information required. This matter
'

is tracked under Bechtel Management Corrective Action Report - GGNS No. 78'

and PRD-80/24. Our final report on PRD-80/24 is attached. I

,

'

Yours truly,

5
g J. P. McGaughy, Jr. j

Assistant Vice President // I
Nuclear Production

JGC/JDR:1m
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Attachments: (See Next Page)
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Attachments: 1. Comsip letter to NRC, dated April 3, 1980.
2. Final report on PRD-80/24.

cc: Mr. N. L. Stampley
Mr. R. B. McGehee
Mr. T. B. Conner

Mr. Victor Stello, Jr., Director (w/3 copies + attachments)
.

Division of Inspection & Enforcement
U.S. Nuclear Regulatory Commission

: Washington, D.C. 20555

i

|
,

1

s

4

i

.

&

I

# *

4

1

.,. . , . . ..e -- _ , , -3 . - - , , .


