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EVENT oEscalenoN ANo rnoBADLE CONSEQUENCES h *!
q_2j | During routine surveillance the 'A' IIPSI pump siezed. The ' A' IIPSI pump _and the. 'A' jj-

~

service water header were declared inoperable and the plant operated in accordanc'e wi_thj
,

_

; Sections 3.5.2 and 3.7.4.1 of the Technical Specifications. The 'A' service water _j |

E L eader was declared inoperable to allow the 'A' service _ water strainer to be removed j ;h

7g| and installed in place of the. inoperable 'C' service water strainer. This alloyed - _J ,

E L .16KV bus 24C to be shifted to Facility I restoring independent service water and itPSI_j ]4

!gg ]eaders with the 'B' HPSI and service water pumps on Facility I. Similar events - none.J
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CAUSE DESCRIPllON AND COHHECTIVE ACTIONS
,

g ] The ' A' IIPSI pump _ siezed becauseJ;he _ nonnal.ly ' locked __open'_ pump _mittimum_flmtvalve I

A va l ve l i n eup_o f_t h ejlP_S I_Syst em _was_noLparfo nned Iy [ was found unlocked and shut. h

'

g following maintenance during the previous outage and the valve is not list _eLon_the 1n

~

g ; surveillance valve lineup. Procedures are being revised to address valve linen,n.s I

folb; wing maintenance and to check valve lineups for completeness. Jgg
n
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