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TENNESSEE VALLEY AUTHORITY
CH ATTANOOGA, TENNESSEE 37401

1750 Chestnut Street 'Iower II

OcL1+.r 14, 1980

Mr. Jams P. O'Peilly, Director
U.S. Nuclear Regulatory cermimien
Office of Inspec*J.cn and Enfuawiwit
Region II
101 Marietta Strast, Suite 3100
Atlanta, Georgia 30303

Dear Mr. O'Railly:

'IENtMW VAIIZY NJIIDRITl - SEQUOYAH NmirAR FIR 7f LNIT 1 - DOCKET.
ID. 50-327 - 17mT.TT2 CPERATnn r.TmLSE DPR-77 - PEEORTABIE COMRE:CE
REPORT SQFO-50-327/3007 REVISICN 2

.

'Ihe enclosed reinrt is a supplemnt to my letters dated March 28, 1980,
and May 21, 1980, concerning the identification of incorrect (non-
conservative) valve weights used in the seismic analysis for the ccripcnentcooling water valves. 'Ihis report is submitted in nemrdance with
Sequoyah unit 1 Technical Specification 6.9.1.12.b.

Very truly yours,

TENNESSEE VAILEY MmDRITI

J. R. CaLSoun
Director of Nuclear Power

Enclosure (3)
cc (Enclosure):

Director (3)
Office of Managemnt Information and Prwum. Ccntrol
U.S. Nuclear Regulatory Ccarm:hsion
Washincton. rr 7n995

Director (40)
Office of Inspection and Enfvu.ua nt
U.S. Nuclear Pagulatory Ccranissicn
'tshingtat, DC 20555

te.111 Iavallee .

Nuclear Safety Analysis Center
Palo Alto,. california 94303

Mr. W. T. Cottle, NFC Ins g a , Sequoyah i 0Y
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An Ecuat Occertunity Employer
_ _ .

_ _ _ _ _ .


