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EVENT DESCatPTION AND PRCS ABLE CONSECUENCES h
%

1 o I 7 I l At 1005 (c) on 12/1/80. With mit 1 in mode 1 at 70% RTP. circuit breaker 47 on i

Io !2 | |120V vital instrument power board 1-II tripped. This rendered radiation monitors !

Ioi4i i1-RE-90-112/134/141' inoperable resulting in enterina action statement'32 of ,

o s |LCO 3.3.3.9.b. SI-414 was initiated to obtain grab samples. There was no effect I

l o is I l on public health 6r safety. Previous necurrences - 1. (Reference SQRO-50-327/80083). l
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS h ,

| i ! o I | Investigation revealed that the motor on 0-RE-90-134 had failed causing the breaker )

(i |i | | on the vital instrument power board to trip. The motor was replaced and the ;

g | radiation monitors were declared operable on 12/2/80 at 0035 (c).
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