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UNITED STATES OF AMERICA

NUCLEAR REGULATORY COMMISSION

.

In the Matter of )
METROPOLITAN EDISON C0WANY, ET AL )
(Three Mile Island Nuclear ) Docket No. 50-289

Station, Unit No.1)

ORDER FOR MODIFICATION OF LICENSE

I.

.

Metropolitan Edison Company (licensee) and two other co-owners are the holders

of Facility Operating License No. DPR-50, which authorizes the operation of

the Three Mile Island Nuclear Station, Unit No. I at steacy state reactor

power levels not in excess of 2535 megawatts thermal ' rated power). The

facility consists of a pressurized water reactor located at the licensee's

site near Harrisburg, Pennsylvania.

II.

On November 4,1977, the Union of Concerned Scientists (UCS) filed with

the Comission a " Petition for Emergency and P.emedial Relief." The

petition sought action in two areas: fire protection for electrical

cables, and environrental qualification of electrical cc panents. By

Memorandum and Order dated April 13,1978 (7 NRC 400), the Comission

denied certain aspects of the petition and, with respect to other aspects,
i

ordered the NRC staff to take several related actions. UCS filed a

Petition for Reconsideration on May 2,1978. By Memorandum and Order,

dated May 23, 1980, the Comission reaffirmed its April li,1978 decision

regarding the possible shutdown of operating reactors. H Never, the

Comission's May 23, 1980 decision directed licensees and the NRC staff

to undertake certain actions. 1
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With respect to environmental qualification of safety-related electrical
~

equipment, the Conmission determined that the provisior.s of the two

staff documents - the Division of Operating Reactors " Guidelines for

Evaluating Environmental Qualification of Class IE Electrical Equipment

in Operating Reactors" (DOR Guidelines) and NUREG-0588, " Interim Staff

Position on Environmental Qualification of Safety-Related Electrical

Equipment," December 1979 (copies attached) " form the requirements

which licensees and applicants must meet in order to satisfy those

aspects of 10 CFR Part 50, Appendix A General Design Criterion (GDC-4),

which relate to environmental qualifications of safety-related electrical

equi pme nt. " The Comnission directed, for replacement : arts in operating

plants, "unless there are sound reasons to the contrary, the 1974

standard in NUREG-05 apply." The Commission also directs ,1

staff to complete its review of the information sougnt from licensees
1

by Bulletin 79-01B and to complete its review of environmental

qualification of safety-related electrical equipment in all operating

plants, including the publicatien of Safety Evaluation Reports, by

February 1,1981. The Commission imposed a deadline tnat, "by no later

than June 30, 1982 all safety-related electrical equip:ent in all

operating plants shall be qualified to the D0R Guidelines or NUREG-0588."

1
Bulletin 79-01B wcs not sent to licansees for plants under review as
part of the staff's Systematic Evaluation Program. Tne information
sought by Bulletin 79-01B was requested from these licensees by a ,

series of letters and neetings during the ronths of February and March, !
'

1980.
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The Coamission requested the staff to, " keep the Conmission and the .

public apprised of any further findings of incomplete environmental

qualification of safety-related electrical equipment, along with

corrective actions taken or planned," and requested the staff to provide

bi-monthly progress reports to the Commission.

The Commission further directed that, "In order to leave no room for doubt

on this issue, the staff is to prepare additional Technical Specifications
,

for all operating plants which codify the documentation requirement para-

graph of the Guidelines (paragraph 8.0)." The staff was directed to add

these documentation requirements to each license after hey were approved

by the Commission.

The Commission also pointed out that the various deadlines imposed in its

Order, "do not excuse a licensee fr.cm the cbligation to modify or replace

inadequate equipment promptly."

III.

The Commission has approved the Technical Specification provisions set

forth in Section IV below which specify documentatien requirements and

which specifically impose on the licensee the requirement of the Commis-

sion's May 23, 1980 Memorandum and Order that by no later than June 30, 1982

all safety-related electrical equipment shall be qualified to the DDR Guide-

lines or NUREG-0588.

The information developed during the Commission review of the UCS Petition

emphasizes the importance of procpt completion of the upgrading of

.
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#environmental qualification of safety-related electrical equipment to conform

to the D0R Guidelines or NUREG-0588 and of adequate decrantation of equipment

qualifications. The deadlines set forth in the Co:x11ssicn's Memorandum and

Order dated May 23, 1980, assure that such upgrading will be accomplished

p romptly. In order to assure prompt completion of necessary qualification

work or replacement of unqualified components, if necessary, in conformance

with the requirements of the Comission's Memorandem ard Order dated

May 23,1980, and to provide complete and ade,quate doc. .entation as

promptly as possible, such upgrading and documenta:icn wcrk must co r en:e

imnediately. Therefore, I have concluded that the pub'.ic health, safety

and interest require this Order for Modification c' Licerse to be effective

immediately.

IV.

Accordingly, pursuant to the Atomic Energy Act of 1954, as amended, and

the Commission's Rules and Regulations in 10 CFR Parts 2 and 50, IT IS

ORDERED THAT EFFECTIVE IMMEDI ATELY Facility Operating 'icer.se No. DPR-50

is hereby aranded to add the following provisions to tre Appendix A

Technical Specifications.

(a) "By no later than June 30, 1982, all safety-related electrical

equipment in the facility shall be qualified in a:ccccance

with the provisions of: Division of Operatin; Reic Ors " Guide-

lines for Evaluating Environmental Qualification :f Class IE

Electrical Equipment in Operating Reactors" (00?. Euf delines);

or, NUREG-0588, " Interim Staff Position on Envirc rental
*
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Qualification of Safety-Related Electrical Equipment," December ~

1979. Copies of these documents are attached to Order for

!
Modification of License DPR-50 dated October 24, 1980.

(b) "By no later than December 1,1980, complete and auditible

records must be available and maintained at a central location

which describe the environmental qualification method used for
,

all, safety-related electrical equipment in sufficient detail

to document the degree of cocpliance with the DDR Guidelines

or NUREG-0588. Thereafter, such records should be updated and

maintained current as equipment is replaced, furthe- tested, or

otherwise further qu611fied."

To effectuate the foregoing, appropriate pages for incor oration into

the Technical Specifications are attached to this Order.

V.
,

The licensee or any person whose interest nay be affected by this Order ray

request a hearing within 20 days of the date of publication of this Order

in the Federal Register. Any request for a hearing will not stay the effec-

tive date of this Order. Any request for a hearing shall be addressed to
' the Director, Office of Nuclear Reactor Regulation, U. S. Nuclear Regulatory

Commission, Washington, D. C. 20555. A copy of the req;est should also be

sent to the Executive Legal Director, U. S. Nuclear Regulatory Com-

mission, Washington, D. C 20555, and to G. F. Trowbrige, Shaw, Pittman,
,

Potts and Trowbridge,1800 M Street, NW, Washington, DC 20035, attorney for

the licensee.
,

.
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l'f a hearing is held concerning this Order, the issues to be considered at

the hearing shall be:

a. whether the licensee should be required to have the environmental

qualification records referred to in Section IV, above, available

at a central location by no later than December 1,1980; and
-

b. whether all safety-related electrical equipment should be
.

qualified as required in Section IV, above, by nc la er than

June 30,1982.

Operation of the facility on terms consistent with this Order is not stayed

by the pendency of any proceedings on the Order.

FOR THE NUCLEla REG'.'LATORY COMMISSION

- |M M-

Division o
fisen6ut, DirectorDarrell G.

Licensing
Office of Nuclear Reactor Regulation.

Effective Date: October 24, 1980
Bethesda, Maryland

Attachments:
1. Technical Specification Pages
2. Guidelines for Evaluating Environmental ,

Qualification of Class IE Electrical
Equipment in Operating Reactors

3. NUREG-0583, Interim Staff Position en
Environmental Qualification of Safety-
Related Electrical Equipmen
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Records of training and qualification for current r.enbers of theg.
plant staff.

h. Records of in-service inspections perfomed purs: ant to :hese Technical .

Specifications. ,

1. Records of quality assurance ac:ivities required by the CQA Plan.

j. Records of reviews perfo=ed for changes made to procedures or
to 10 CTR 50.39.equipr.ent or reviews of tes:s and experinen:s pursuan:

.

k. Plant Operations Review Committee and General Office Review Board
Minutes.

1. Records for Environnental Qualification which are covered under the
provisions of paragraph 6.15.

6.11 RAOIATIO:: PROTICTION ?RCCFM

Procedures for personnel radia:Len prote:: ion shall be prepared consis:ent wi:5
i the requirenen:s of 10 CTR ?ar: 20 and shall be approved, :. sin: sized and adhered

to f or all operaticas involving personnel radia: ion erpes re.

6.12 CE_ETE:

i

.

.

.
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Amendment No. J , g , Order dtd. October 24, 1930I
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6.15 ENVIRONMENTAL QUALIFICATIM

l. By no later than June 30, 1982 all safety-related electrical

equipment in the facility shall be qualified in accordance with the

provisions of Division of Operating Reactors " Guidelines for Evalua. ting

Environmental Qualification of Class IE Electrical Eq;fpment in Operating

Reactors"(DCR Guidelines) or, NUREG-0588 "Interit Staff Position on

Environmental Qualification of Safety-Related Electri:al Equipment".

December 1979. Copies of these documents are attached to Order for Modi-

fication of License DPR-50 dated
.

2. By no later than December 1,1980, complete a.d auditible records

must be available and raintained at a central locatic. which describe the

environmental qualification nethod used for all safet/-related electrical

equipment in sufficient detail to document the degree of compliance with

the DOR Guidelines or NUREG-0588. Thereafter, su:h records should be

updated and maintained current as equipment is replaced, further tested,

or otherwise further qualified.

Order dated October 24, 1980 6-23
.
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