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EVENT DESCRIPTION AND PROSA8LE CONSEQUENCES h
10121 | During normal operation, comoonent coolina licuid monitor (lRE-017) was I

g o i3; | found to have no response to the installed check source. The monitor |

go,,i|was taken 0.0,3. and shiftly grab.samoles were 'ar.en as reauired bv T.S.|t

I o l s i | 3.1 4.1.C. The health and safety of the general oublic were not afice- |

io is i i ted. - |
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CAUSE CETORIPTICN AND CORRECTIVE ACTIONS 27

g y |The failure was due to bad electrical contacts between the detector and I

;i ,ii ;the detector socket assembly. This decector socket was renlaced (West- 1

, , , , , | inghouse P/N GS 4) . The monitor calibrated, functionally tested and re-- !

,,,3j | turned to service. This is the first occurrence of this tyne and no I

g3 , , , |further corrective action is necessary. I
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