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Consumers Power Company
A1TN: Mr. David 81xe)

Nuclear Licensing Administrator,

i 212 West Michigan Avenue
Jackson, Micnigan 49201

Gentlemen:
:
'

RE: BIG ROCK POINT

By letter dated December 2,1976, we sent sample fire protection
Technical Specifications to you for your guidance in proposing Technical
Specifications. You responded by application for license amendment dated
March 29,,1977. Based on your response, the responses of all other

i licensees of operating power reactors and further review and considera-
' tion by us, we have revised the sample Technical Specifications and are

enclosing a copy for your guidance. These revisions do not change the
scope of the equipment or administrative controls covered by the,

previous sample fire protection Technical Specifications.. tiowever,,

the action staterments have been revised to describe more appropriate
corrective ceasures to be taken in the event a limiting condition for
operation is not met. There have also been changes in the surveillance

i frequency on some items for consistency with the overall system surveillance-

j schedule.

; Upon completion of our evaluation of the fire protection program for your4
,

| facility, the Technical Specifications for your facility are to be revised i
to incorporate all elements of the final fire protection systems and acnini- |

|| strative controls. Allowance will be made for modifications that require
' additional time to complete by making certain equipment or systen specifi-

cations effective at the time such equipment is installed and operable.,

: ! In the interim, until we are able to complete our evaluation of your fire
i protection submittal, we will require implementation of fire protection,

|
! j Technical Specifications on the existing fire protection equipment and -

)
administrative controls at your plant. Therefore, you are requested to |

-

! resubmit such proposed interim Technical Specifications within 20 days of
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your receipt of this letter. We expect your resuteittal to include all
| elenents of these revised sanple Technicel Specifications in the detail
; indicated intlading specific identification of equipment such as smoke
! detectors. The only acceptable reason for not proposing a specific iters

given in these sample Technical Specifications would be that no such
j equipment or syste'a presently er.ists at your facility. In such cases
i where you depart fro.1 the sample Technical Specifications, state tue

justification in your appif cation.
i

; Sincerely, d W '

Original @e

: D* ' "#"

Don K. Davis, Actine Chief
|

Operating Reacters branch 6 2
Division of Operating rieactors

' Enclosure:
J. Sample Technical

'

.

Specifications
|
} cc w/ enc 1:
! See next page
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! your receipt of this letter. We expect your resubmittal to include all
elenents of these revised sample Technical Specifications in the detail
indicated including specific identification of equipment such as smoke
detcetors. The only acceptable reason for not proposing a specific item
given in these sa:nple Technical Specificctions would be that no such

,

equipment or system presently exists at your facility. In such cases
where you depart from the sample Technical Specifications, state the
justification in your application.

Sincerely,
1

06 '**\ '

} N
pon K. Davis, Acting Chief
Operating Reactors Branch t Z
Division of Operating Reactors

Enclosure:
Sa.mple Tecnnical

Specifications

cc w/ enc 1:
See next page
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