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By le.ter dated February 11, 1981, Yankee Atomic Electric Company.

(t** l';ensee) requested that the U. S. Nuclear Regulatory Commission ;
<

e ne Commission) grant an extension until April 15, 1981 to complete
,

the installation of fire dampers between the control room and switch- <

!
gear room and the turbine building, until A:ril 15, '951 to ccm:lete

.

i

installation of a Halon suppression systen in the switchgear room,-

,

'

and until February 18, 1981 to complete the installation of a new
'fire water storage tank and diesel driven fire pump .t the Yankee-

'
E:ae Nuclear power Station.

t

The Commission's Director of Nuclear Reactor Re;ulation has [,

: n:luded that good cause has been shown and that su:h p stponement

vill not adversely affe:t the health and safety of the public.

1:::rdingly, pursuant to 10 CFR 50.48(d), the requests have been
.

; ranted.

For further details with respect to this action, see (1) the !

:

licensees requested dated February ll,1981, and (2) the Directors .

!

letter to the licensee dated this 13th day of February,1931. i

FOR T'" NUCLEAR REGt" m 0RY C0K'!53!".',

\ -
e_ se

Edson G. Case, diputy Director
(Office of Nu: lear Reactor Regulati:n;

Dated at Bethesda, Maryland.
| this 13th day of February, 1981.

Sloses o 3Oot
.. . ._ .- - --- - - - _ .


