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AAKANSAS POWER & LIGHT COMPANY
PCST CFFICE box 551 UTTLE ACCX. AAKANSAS 72203 (501) 371-4000

May 22, 1981
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Reactor Projects Branch H JU .

U. S. Nuclear Regulatory Comm.
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Region IV w:o Cg
611 Ryan Plaza Drive, Suite 1000 '-
Arlington, Texas 76011
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SUBJECT: Arkansas Nuclear One - Units 1 & 2
Cocket Nos. 50-313 and 50-368
License Nos. OPR-51 and NPF-6
IE Bulletin 81-02 Failure of Gate-

Valves to Close Against Differential
Pressure
(File: 1510.1, 2-1510.1) -

*

Gentlemen:*
.

The subject bulletin sddressed potential problems associated with the use
of certain motor-coerated gate valves. Following is the required resconse
for ANO-1 and ANO-2, respectively.

ANO-1

No valves of the type identified in the bulletin are in use or planned
for use at ANO-1.

ANO-2

We have identified two Borg-Warner valves at ANO-2. These valves were
associated with the reacter coolant system (RCS) emergency core cooling
system (ECCS) vent. As originally installed these valves were nonnally
closed and could be opened following a LOCA to provide circulation through
the core for boron precipitation control. The need to use these valves
for boron precipitation was later obviated by a hot leg injection path.

Current operating procedures also provide for using the ECCS vent to
depressurize the RCS following certain small break LOCAs. hg
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Mr. G. L. Madsen, Chief -2- May 22, 1981 |
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ANO-2 was shutdown for refueling on March 28, 1981. During this outage
a low temperature overpressurization protection (LTOP) system is being
installed. As a result of the LTOP modifications, one of the two affected
valves has been removed and spared. Also, one ciditional valve (not
affected by this bulletin) was installed in series with the remaining
ECCS vent valve.

Corrective actions are as follows:

1) The spare valve has been placed on QC hold to assure evaluation
prior to any future use.

2) The presently installed valve (2CV-4698-1) is being
modified in accordance with instructions provided by
Borg-Warner (Borg-Warner letter dated February 12,1981).
Pending these modifications Borg-Warner certifies the
valve will open at any differential pressure up to
2485 psi and will close against any differential pressure
up to 1320 psi. The subject modification will be completed
during the current outage. Since the current use of the
valve is to provide one means of depressurizing the RCS
to allow adequate HPI flow, it does not need to close
against high differential pressures and the certified
capability to close at differential pressures up to
1320 psi is adequate. In addition, as noted above,
an additional valve, of a different type, is being installed
in series with the ECCS vent valve. .

Per your request we have esticated the cost of resperiding to this bulletin
as follows:

Bulletin response 10 manhours
Corrective Action 8 manhours

Very truly yours,

bN$Y
David C. Trimble
Manager, Licensing

DCT:0RH:1p

cc: "r. Victor Stello, Jr. , Oriector
office of Inspection and Enforcement
U. S. Nuclear Regulatory Commission
Washington. 0.C. 20555
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STATE OF ARKANSAS )
) SS i

'
COUNTY OF PULASKI )

I, DAVID C. TRIMBLE, being duly sworn, subscribe to and say that I am !
,

the Manager of the Licensing Section, for Arkansas Power & Light Company;

that I have full authority to execute this oath; that I have read the
i

foregoing Letter 4 OCAN058115 and know the contents thereof; i

and that.to the best of my knowledge, information and belief the
,

i

statements made in it are true.
;
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DAVID C. TRIMBLE |
*

i4
^

SUBSCRIBED AND SWORN TO before me, a . Notary Public in and for the County ;,

and State above named, this day of , 1981.
P
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NOTARY PUBLIC
;
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MY COMMISSION EXPIRES:
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