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' NUCLEAR REGULATORY COMMISSION
j j WASHINGTON, D. C. 20555;e.
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Docket No. 50-344
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< %

Mr. Bart D. Withers4 g bVice President Nuclear - ,

Portland General Electric Company J U N 0 8 198 F
,-
t

121 S. W. Salmon Street q.
Portland, Oregon 97204 "'" N * .p

9 /Dear Mr. Withers:
Co to

We have completed a review of the information you have provided
letters dated April 24, May 4 and 18, June 25, July 2,17 and 31,
and September 14, 1979 in response to IE Bulletins 79-06A and 79-06A
Revision 1 for the Trojan Nuclear Plant. The enclosed Safety Evaluation
addresses the completeness and acceptability of the responses.

Your respont.es to IE Bulletin 79-06C, regarding the operation of the
reactor coolant pumps following a loss-of-coolant accident will be
reviewed separately as part of NUREG 0737 Item II.K.3.5.

The issuance of this evaluation completes Item II.K.1, IE Bulletins,
for your facility.

Sincerely,

w<

Robert A. Clark, Chief
Operating Reactors Branch #3
Division of Licensing

Enclosure:
Safety Evaluation

cc w/ enclosure:
See next page
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Portland General Electric Company

*
. _ ,

cc: Mr. J. W. Durham, Esquire
Vice President and

Corporate Counsel
Portland General Electric Company

~

121 S. W. Salmon Street .

Portland, Oregon 97204

4

Multnomah County Library
Social Science and Science Department
801 S.W.10th Avenue
Portland, Oregon 97205

Michael Malmros, Resident Inspector
U. S. Nuclear Regulatory Commission .

,

Trojan Nuclear Plantr. -

P. O. Box 0
Rainier, Oregon 97048

Robert M. Hunt, Chairman
Board of County Commissioners
Columbia County .

*

St. Helens, Oregon 97501

.

Dire: tor, Criteria and Standards Division
Of fice of Radiation Programs ( ANR-460)
';. S. Environmental Protection Agency
Washington, D. C. 20460

Donald W. Godard, Supervisor
Siting and Regulation
Oregon Department of Energy
Labor and Industries Building
Room 111
Salem, Oegon 97310
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