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U.S. NUCLEAR REGULATORY COMMISSION

REGION III
I

,

!

Reports No.. 50-456/90003(DRSS); 50-457/90003(DRSS)

Docket Nos. 50-456; 50-457 Licenses No. NPF-72; NPF-77 :

Licensee:- Commonwealth Edison Company
Post Office Box 767
Chicago.-IL 60690

Fecility Name: Draidwcod Nucient Pcwer Station, Units I and 2
:

Inspection at: Braidwood Station
"Inspection Conducted: January 22-26, 1990
t

Inspectors: 96.muy O2cmcp1 " N 70,

Isets L. Belanger U Date
._

Seni r Physical Security Inspector ,

7

Y' 1La bl -- 90..

/G. M. Christoffer p Date
PhysicalSecurityIns[pector

,

Approved By: p 2 90
/4ames. R. Creed, Chief Date
L5afeguards Section '

Inspection Summary '

Inspection conducted on January 22-26,1990 (Reports No. 50-456/90003(DRSS):
50-457/90003(DRSS)
Areat Inspected: A routine, unannounced physical security inspection '

involving TI 2515/102 (SIMS No. MpA L9-07) " Land Vehicle Bomb Contingency
Procedure Verification;" management support; power supply; training and
qualification; security plan / implementation procedures; management
effectiveness; security organization; records and reports; testing-

and maintenance; assessment aids; training and qualification general
requirements; and licensee actions on previous Inspection findings.
Results: The licenseo was found to be in compliance with NRC requirements in
the areas examined except. for the following areas:

Testing and Maintenance: The licensee failed to properly secure vital area
doors (see Section 6 of Report Details). (Details Safeguards Information.)
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'Theifo11owing noncited violations (NCV) were reviewed during this
. .
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-_Reco_rds and Reports:-:

The license failed tofmaintain an adequate vital area barrier (see'

Section 5.b of Report Details).
p -

The licensee failed to properly issue a Security Badge.
-Report Details). ~

(See Section 5.c of
g :v

b" y_
The' licensee's security program was adequately managed.- Licensee performance
in' implementing.' security program requirements is adequate.
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