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F5TF1 I Reactor Building Exhaust Duct and Refuei Floor High Radiation Monitor Functional
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ITest, one of the two ventilation duct radiation monitors was found to trip
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outside its allowable setpoint range (T.S.3.2.E.3). There were no consquences, i
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I See attachment.O s
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EAUSE DESCRIPTION AND CORRECTIVE ACTIC'NS

1I Failure of the radiation monitor f n cuestion to trio at its desired setpoint wasi O

The sensor 1attributed to setpoint drift due to failure of the sensor converter.
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g converter was replaced and calibrated and the radiation monitor 'was satisfactorily
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