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Mr. James G. Keppler, Director \. y G
Office of Inspection and Enforcement 'v',
U. S. Nuclear Regulatory Commission - Region III \k' / / j j $ h s ',
799 Roosevelt Road N-

Glen Ellyn, IL 60137

Subject: Licensee Event Report No. 81-026
~(30 day)

File: A-ll8a

Dear Mr. Keppler:

In accordance with Appendix A to Operating License DPR-49,
Technical Specifications and Bases for Duane Arnold Energy Center
and Regulatcry Guide 10.1, please find attached a copy of the
subject Licensee Event Report. (Total of 3 copies transmitted).

Very truly yours,

M(O l'd-

Daniel L. Mineck
Chief Engineer

i Duane Arnold Energy Center
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! Docket 50-331
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! cc: Director, Office of Inspection and Enforcement (30) N
U. S. Nuclear Regulatory Commission g

| Washington, D. C. 20555

!Director, Management Information and Program Control (3)
U. S. Nuclear Regulatory Commission

|
Washington, D. C. 20555

b f QG k. hfhfU. S. Nuclear Regulatory Commission d
c/o Document Management Branch
Washington, D. C. 20555
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ro !2i I While shutdown, Containment AtmosphereMonitoring System (C. *is) B was fo I

roTTI I und to be operating without a sample point selected. In addition Partic 1

Io i4 I I ulate Radiation Element RE-8101A was inoperative. Therefore containment i

Io i s 1 i particulate radiation was not being monitored. Tech, Spec. 3.6.C iists ,1

I o !s 11 onerability requirements. No orevious similai occurrences with the Cent 1

I o i 7 I I ainment Atmosphere Monitorinq System have been reported. I
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ii io t [ Personnel error. Upon detection of problem a sample point was selected r i

m I estorina containment particulate rad. monitoring. RE-8101A was replaced. 1

i,,3i | Appropriate personnel are being reinstructed on CAMS operation. Sample p

y I oint selection verification will be added to the shift instrument check i

ti1 1 I list. A design review will be initiated.

i a a ao

's'r4EE erwens74rvs @ $sEN :sscovtav cascairTrom hsecnem

I' I5 i LG!@ |01010 !@l NA | LD_j@| External Source |
' .c'rivery c:frcNr' ' '* " '' ** "

"uouNr e, .cuvirv @ ] tocuieN en net AsE @
l ' I 5 l L.Z ] @e en aetrastU@l NA

acusse
| HA |

._' ' * '' " '' **. .cascNNa t e ,es " es
=,,c.,,1,cN @w .e. T,..

l ' I 7 I I O l 0 l 0 !@lJ,,.j@l NA l
' ' '

st a sew s'i.'.mu'' irs
" "

c.,=.meNeNv ...

l' I41 1010 ( O l@! NA -

.
l

. . , ,, m

'45.*e ' " ,*s'c",',C 'e'N ''C' '' '' @r

l ' I 2 I l.Z.j@| NA |
> . s io ,,

.ssu,Y"*c2Cn.,T,oN@ N AC USE cNLY

I: ! al LnJGi nn
,

'
I I!i!!!irir!ili' 8 * 'o . es so. ;

Naveor , EpanER Arnold W. Schmich 319-851-5611 ?,,w ay g;
__ ... __ __ _ _ __ _ _


