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Report Nos. 50-250/81-15 and 50-251/81-15

Docket No. 50-250 and 50-251 License Nos. DPR-31 and DPR-41

Licensee: Florida Power and Light Company
9250 West Flagler Street
Miami, FL 33101

Facility Name: Turkey Point 3 and 4

Inspection at: Turkey Point near Homestead, Florida

Inspection Conducted: June 14-18,1981

Date of Last Physical Security Inspection Visit: February 23-27, 1981

Type of Inspection: Unannounced Physical Security
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D. t. Moore, Physical Security Inspector Datd Signed
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McLuire, Chief, Physical Security Section, / Dat( Signed
.

Technical Inspection Branch, Division of
Engineering and Technical ~ aspection

Inspection Summary

Areas Inspected: Included review of securi'v plan, security program audit,
security organization, physical barriers (PA), lighting, access control (identi-
fication, badging, authorization), access control (search), access control
(escorting), alarm stations, keys / locks / combinations, records / reports and
licensee action on previous inspection findings.

The inspection involved 66 inspector hours or site by two NRC inspectors. The
inspection was begun during an offshift period; six inspection hours were
accomplished during offshif t periods.

Results: The licensee was found to be in compliance with NRC requirements within
the 12 areas examined.
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