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SUBJECT: COMANCHE PEAK STEAM ELECTRIC STATION cu g
DOCKET NOS. 50-445 AND 50-446
RESPONSE TO GENERIC LETTER 81-01

Dear Mr. Eisenhut:

The commitment to Regulatory Guide 1.58, Revision 1 and 1.146 is
discussed in CPSES/FSAR sections IA(N) and 1A(B).

Regulatory Guide 1.58, Revision 1

Current construction phase QA/QC activities are in compliance with

cation)gulatory Guide except in the crea of documentation (certifi-
this Re

of Level III personnel. These activities are currently being
documented and are scheduled to be completed by September 1, 1981.
The provisions of Regulatory Position C.8 are scheduled to be
imr'emented at least three months prior to Unit 1 fuel load.

Operations phase QA/QC activities comply with the provision of
this Regulatory Guide for the qualification of personnel engaged
in inspection activities and follow the guidance of ANSI N18.7-1976
for the qualification of personnel engaged in examination and testing.

Regulatory Guide 1.145

Current construction phase QA/QC activities will implement this
Regulatory Guide no later than 90 days prior to Unit 1 fuel load.

Operations phase QA/QC personnel engaged in surveillance activities
similar to audits are qualified to a program which complies with
this Regulatory Gaide.

If you have any questions or coments, please contact this office.
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