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Dear Mr.'O'Reilly: $/h M",M\/w

TENNESSEE VALLEY AUTHORITY - BROWNS FERRY NUCLEAR PLANT UNIT
NO. 50-260 - FACILITY OPERATING LICENSE DPR-52 - REPORTABLE OCCURRENCE
REPORT BFRO-50-26C ''1.038

The enclosed report provides detafls concerning door 238 which was not
latched properly when the opposite door was opened resulting in a momentary
breach of secondary containment. This report is submitted in accordance with
Browns Ferry unit 2 Technical Specification 6.7.2.b.4.

Very truly yours,

TENNESSEE VALLEY AUTHORITY

%*e.

F . J. Greeb
irector of Nu lear Power
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Director (3)
Office of Management Information and Program Control
U.S. Nuclear Regulatory Commission
Washington, DC 20555

Director (40)
Of fice of Inspection and Enforcement
U.S. Nuclear Regulatory Commission
Washington, DC 20555

Mr. Bill Lavallee
Nuclear Safety Analysis Center
Palo Alto, California 94303

Mr. R. F. Sullivan, NRC Inspector, Browns Ferry
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