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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES h
g |During normal operation while performing routine reactor coolant analysis, it was |

2; discovered that reactor coolant conductivity was greater than 2.0 pmho/cm . Reactor
'
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2gy4y [ coolant conductivity remained > 2.0 pnho/cm for 30 hours with a maximum recorded |

2gvalue of 3.12 pmho/cm . This event did not affect the health and safety of the public.[g ,,
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS h
Ii|0|(This event resulted due to a flange leak in the RWCU System effluent strainer blowdown |

|ili| |line which necessitated isolating the system. The leak was repaired. the RWCU System I

i 2 |was returned to service and the reactor coolant conductivity was reduced to < 2 umho/ |

2h | 3 | | cm . A program to improve the reliability of RWCU System components is currently in |

i 4 lprogress which will allow better vessel chemistry contrc1. |
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