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EVENT DESCRIPTt0N AND PROBAOLE CONSECUENCES hl o 121 | Unit 1 in mode 1 at 100% power. During review of maintenance requests, it was
~

discovered.that on 3/19/83 st'eam generator blowdown isolation valve 1-FCV-1-14,o,3; |
.

in,,,| would not stay open and after , repair that the surveillance instruct' ion SI-166.6
~

ggg,j post maintenance sfroke test was not accomplished. This caused entry into LCo 3.6.3.1.
.

| |6I | here w'asin'o effect on public health .or safety. Previous occurrences - none.

|o|7| |
*

| 0 |8 | |
7. ae - 4

SYSTEM CAUSE, CAUSE Coup.
SueCooE
vatvgCCOE CooF SUSCoOE Cou'oNE NT CooE SU8CoCE

d I Il@ | E|@ | F |@ | V | A| L | V |0 |P |@ | F[Q '| Z | @loist
2 8 9 10 13 12 13 Ill 19 23

SEOUENTI AL OCCUnnENCE* REPORT AlvestoN
gg EVENT YEAR R EPoRT No. . CODE TYPE No.

O ,a(g;fpo I8131 I-I lo is i 31 |-| [ or 31 |LI 1.__| 10J,a;
21 22 23 24 26 27 28 29 30 Jt 32

T EF ACT ot odetANT T 0 hours S B etr o Fon i US. SUPPLIE * MAN SA TURER

, d@i Gl@ | Z l@ |Zl@ [o |0 | o| 0| |N|@ |N |g |N |g | A| 4 | 9 | 9
33 J4 JS 35 31 40 di 42 43 44 4-

CAUSE DESCRIPTION AND CORRECTIVE ACTIONS h .

|3 ;o | | The~ solenoid valve 1-FSV-1-14 (ASCO air solenoid valve, Model #206 381.3RVF) was not

| ,i; [ holding air and caused 1-FCV-1-14 inoperability. The solenoid valve was replaced.
.y

, ,,; | The post maintenance test was not d,one because of surveillance instruction (SI-166.6)
4:. .

, , ; ., , | nisinterp re tat; ion. The valve was satisfactorily tested and declared operable within ,
,

' , , , , , [ 2 hours after dis ~covery. S1-166.6 will be revised for clearer understanding of post
i e 43 w nLenance requiremenu. y,
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