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May 9, 1983

DECO. Ltr. #83-114

Regional Administrator, Region I
U.S. Nuclear Regulatory Commissin
631 Park Avenue
King of Prussia, PA 19406

Docket No. 50-293
License DPR-35

Dear Sir:

The attached Update LER 82-008/01X-1 "HPCI Injection Valve" is hereby
submitted in accordance with the requirements of Pilgrim Nuclear
Power Station Technical Specification 6.9.B.l.c.

This Update was required to promulgate the conclusionsof the en-
gineering review of I&C Circular #81-13.

If there are any further questions on this subject, please contact
us.

Respectfq11ysubmitted,

)) $
1 William D. Harrington
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Enclosure: LER Update 82-008/01X-1

cc: Document Control Desk
U.S. Nuclear Regulatory Commission
Washington, D.C. 20555

Standard BECo. LER distribution
!

i
!

h@8305190326 830509 4PDft ADOCK 05000293|

: s eon


