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JUL 2 81983

Tennessee Valley Authority
ATTN: Mr. H. G. Parris

Manager of Power
500A Chestnut Street Tower II
Chattanooga, TN 37401

Gentlemen:

SUBJECT: REPORT NOS. 50-438/83-10 AND 50-439/83-10

This refers to your letter of July 7,1983, responding to the Notice of
Deviation concerning the Bellefonte facility transmitted to you by our letter
dated May 23, 1983, and to the subsequent telephone discussions between
L. A. Johnson of your staff and T. E. Conlon of this office on July 22, 1983.

It is our understanding that you will provide a supplemental response to this
office by August 12, 1983, to address the following items:

1. Deviation 50-438,439/83-10-01

a. Fire Pumps

(1) Circuit drawings are to be provided showing means of starting
fire pumps and identification of any code deviations from
NFPA-20, Centrifugal Fire Pumps.

(2) Fire pump relief valves are to be provided with flow indications.

b. Automatic Sprinkler Systems
!

A formal code interpretation has been requested from NFPA. TVA is to make
a supplemental response following receipt of'these findings. This response
will be in late 1983.

2. Deviation 50-438,439/83-10-03

TVA's response is to be revised to include the required corrective actions
necessary to verify that the underground fire protection piping that was
not installed under a quality assurance program is in conformance to the
design requirements.
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'Your response to Deviation 50-438,439/83-10-05, concerning the fire dampers is~
satisfactory. We will-examine your corrective actions and plans on this item

.during subsequent inspections.

We appreciate your cooperation with us.

Sincerely,

R. C. Lewis, Director
Division of Project and

Resident Programs

cc: H. J. Green, Director of Nuclear Power
A. M.-Qualls, Plant Superintendent
L. S. Cox, Project Manager
Ms. K. D. Mali, Project Engineer

'D. L. Williams, Jr., Supervisor
Licensing Section

H. N. . Culver, Chief, Nuclear Safety
Review Staff

J. W. Anderson, Manager
Office of Quality Assurance

bec: NRC Resident Inspector-
State of Tennessee
Document Control

2k'.s.

Jo L7

a w se
/RII

WMil ld TConlon AHerd

7p4,/83 7/yg./83 7/g83 DV lli

p 7/ /83
,

\-

i
j'
!

.J


