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TOLEDO EDISON COMPANY*

DAVIS-BESSE UNIT ONE NUCLEAR POWER STATION
SUPPLEMENTAL INFORMATION FOR LER NP-33-78-136

DATE OF EVENT: November 18, 1978

FACILITY: Davis-Besse Unit 1

IDENTIFICATION OF OCCURRENCE: Required surveillance to verify the axial power im-
balance was not performed.

The unit was in Mode 1, with Power (MWT) = 2761, -

Conditions Prior to Occurrence:
and Load (MRE) = 922.

On November 18,1978 at 1959 hours, the unit computerDescription of Occurrence:
became inoperable due to an electrical malfunction, rendering the axial power in-

.

balance, regulating rod insertion limit and quadrant power tilt alarms inoperable.
Technical Specifications 3.1.3.7, 3.2.1 and 3.2.4 require increased manual surveil-( lance of axial power imbalance, regulating rod insertion limits, and quadrant ;

power tilt measurements when their alarms are inoperable. During the cine the '

computer was out of service, personnel failed to calculate the axial power imbal-
ance within an hour as required by Surveillance Requirement 4.2.1. The regulating

rod insertion limit and quadrant power tilt measurements were not required to be
performed since the computer was returned to service before the increased manual
surveillance was required.

Designation of Apparent Cause of Occurrence: The apparent cause of this occurrence is
The Shif t Foreman failed to follow the instructionsattributed to personnel error.

contained in Special Order 7, which specified the action to be taken by operations
personnel in the event the computer calculated imbalance is inoperable.'

There was no danger to the health and .saf ety of the publicAnalyris of Occurrence:

i 'or to unit personnel. The computer was returned to service in 69 minutes at which
time no axial power imbalance alarm condition existed.

Corrective Action: At 2108 hours on November 18, 1978, Instrument and Control per-
A modificationsonnel returned the computer to service which restored the alarms.

to Surveillance Test, ST 5020.01, " Axial Power Imbalance Manual Calculation" will
be prepared to explain that Special Order 7 should be consulted if the situationThe failure to followarises while no Instrument and Control personnel are available.
the special order was discussed with the Shift Foreman involved.

Failure Data: There have been previous occasions where surveillance requirements
have not been met due to personnel error, but not directly related to axial power
Labalance alarm inoperability requirements.
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