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!!r. E. E. Utley

Executive Vice President
Carolina Power & Light Company.
P. O. Box 1S51
Raleigh, Horth Carolina 27602'

Dear Hr. Utley:

Subject: NUREG-0737 Action Item II.F.1.3 " Containment High Range
Moni tor"

Re: Brunswick Stean Electric Plant, Units 1 and 2

We have reviewed your submittals dated June 30, 1981 and August 4,
1982 which pertain to the subject action item for your facility.i

Based upon this review, we conclude that your high range nonitors
meet the criteria of IUREG-0737 and that your proposed calibration
procedures are acceptable. Thus, we consider the subject iten
complete for your facility. Our Safety Evaluation is enclosed. . .

Sincerely,

@ $1GED N .

Domenic B. Vassallo, Chief
Operating Reactors Branch #2
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Division of Licensing
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Mr. E. E. Utley

Carolina Power & Light Company

.

cc:
' '

Richard E. Jones,' Esquire
Carolina Power & Light Company

*336 Fayetteville Street
Raleigh, North Carolina 27602

.

George F. Trowbridge, Esauire
Shaw, Pittman, Potts & Trowbridge
1800 M Street, N. W.
Washington, D. C. 20036

Mr. Charles R. Dietz
Plant Manager .

P. O. Box 458 -

Southport, North Carolina 28461

Mr. Franky Thomas , Chairman
Board of Comc.issioners
P. O. Box 249 -

Solivia, North Carolina 28422

Mrs. Chrys Baggett
State Clearinghouse
Budget & Management
116 West Jones Street
Raleigh, North Carolina 27603

.

U. S. Environmental Protection Agency
-Region IV Office

Regional Radiation Representative
345 Courtland Street, N. W.
Atlanta, Georgia 30308

Resident Inspector
U. S. Nuclear Regulatory Commission
P. O. Box 1057
Southport, North Carolina 28461

James P. O'Reilly
Regional Administrator, Region II
U.S. Nuclear Regulatory Commission
101 iarietta Street, Suite 3100
Atlanta, Georgia 30303

.
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***** Safety Evaluation

Item II.F.1.3, NUREG-0737
" Containment High-Range Radiation Monitor"

Brunswick Steam Electric Plant, Units 1 and 2
Carolina Power and Light Company

Docket No. 50- 325/324

Position
7In-:.ontainment radiation level monitors with a maximum range of 10 rad /hr

shall be installed. A minimum of two such monitors that are physically

separated shall be provided. Monitors shall be developed and qualified to

function in an accident environment.

Discussion and Conclusion

Carolina Power and Light Company by letter dated June 30, 1981 committed

to installing high-range gamma monitors at Brunswick Steam Electric Plant,

Units 1 and 2. These high-range monitors useet the criteria of Table II.F.1.3

of NUREG-0737 with the exception that the licensee proposes to perform the

source calibratio'n of the instruments in the plant's test lab rather than in

the installed location.

Carolina Power and Light Company will use the instrument's electronic check

source (ECS) to ensure that the entire channel is functioning accurately after

the instrument is re-installed following calibration in the test facility.

We have evaluated the licensee's proposed calibration procedures and find

them acceptable.

Dated: NOV 2 21982 ..
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