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EVENT DESCRIPTION

oa | On December 19,1977, at 1900 hours, an inspection of the stack gas monitor
{

sample probes and mounting beam revealed damage caused by the December 13,ca E

1977 stack base hydrogen detonation. (R0-50-245/77-43/3L)
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CAUSE DESCR:PTICN

ae | The cause of the damage was the hydrogen cetonation occurring in the stack base.
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ADDITIONAL FACTORS

3| See R0-77-40/lT
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