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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES h
10121 I THE UNIT POWER WAS BEING RAISED FROM 60% TO 100%. DURING THF PROCFSR OF Pl ACING THF |

l o la ; | TURBINE TURBO-MAT IN AUTO. A LOAD REDUCTION OF APPR0XIMATELY 240 M.W. OCCURRED. TAVE I

I o Id 1 IINCREASED RFSULTING IN AN INCREASE IN PRESSURIZER LEVEL AMD PRESSURE. THE TURBINE l

Io IsI l LOAD WAS PROMPTLY REC 0VERED RESULTING IN A DECREASE OF TAVE AND A DROP IN PRESSURIZER l

I o 16 I I LEVEL AND PRESSURE. THE PRESSURIZER PRESSURE DROPPED TO 2180 PSIA WHICH IS_BELOW l

IoI7I ITECH. SPEC. 3.2.5.b. TABLE 3.2-1. THE PRESSURIZER PRESSURE WAS RECOVERED TO GREATER l

i o Is ; 1 THAN 2220 UITHIN 8 MINUTES. SIMILAR OCC11RRENCES _ INCLUDE R0-50-316/81-23. _|
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS h
Ii i o I ITHIS EVENT WAS DUE TO THE ; TIME DELAY INVOLVED IN THE ELECTR0-HYDRAULIC CONTROL SYSTEM. I

|DUE TO THE SLOW REACTION TIME BETWEEN THE MOVEMENT OF THE CONTROL SWITCH AND THE RE- |i i

|ii2i 1 POSITIONING 0F THE CONTROL VALVES THERE WAS NOT EN0 UGH TIME ALLOWED BETWEEN EACH OPERA-1
'

ii13i | TION OF THE CONTROL SWITCH TO PERMIT COMPLETE VAi_VE MOVEMENT. THIS REPORT IS BEING |

iii4i LCIRCULATED TO ALL CONTROL ROOM OPERATORS TO MAKE THEM AWARE OF THIS CONDITION. I
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SUPPLEMENT TO LER: 81-043/03L-0

EVENT DESCRIPTION AND PROBABLE CONSEQUENCES (10)

R0-50-316/81-24, R0-50-316/78-99, R0-50-316/80-01, R0-50-316/80-11,

R0-50-316/78-97, R0-50-316/78-43, R0-50-316/78-72 AND R0-50-316/78-73.

THERE WAS NO EFFECT ON THE PUBLIC HEALTH OR SAFETY.
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