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APPENDIX A

NOTICE OF VIOLATION

Duke Power Company Docket No. 50-369
McGuire 1 License No. NPF-9

As a result of the inspection conducted on fiay 18 - June 15,1981, and in
accordance with the I .terim Enforcement Policy, 45 FR 66754 (October 7,1980),
the following violations were identified.

A. Technical Specification 6.8.1 raquires that written procedures be
established, implemer ted and maintained for safety-related equipment.
Procedure OP/0/A/61t,0/09 " Removal and Restoration of Station Equipment from
Service" has been established to control the status of plant equipment.

Contrary to the above, on !!ay 27,1981,OP/0/A/6100/09 was not implemented
in its enti ety when removing control room ventilation train A filters from
service. The safety-related portions of the procedure were not implemented
in that filter retesting was not designated as reqrired, entries were not
made in the control room logs, and control roon vm tilation train A was not
removed from service. As a result of this violati +he filters were.

returned to service inoperable with respect to Technical Specification
4.7.6. Failure to identify this inoperability resulted in violations of
Technical Specification 3.7.6 and . 0.4.

This is a Severity Level V Violation (Supplement I.E.).

B. Technical Specificativa 6.8.1 requires written procedures to be established,
implemented and maintained for safety-related activities. OP/1///6100/02
" Controlling Procedure for Unit Shutdown" has been established fer that
purpose.

Contrary to the above, on June 2,1981, OP/1/A/6100/02 was not implemented
correctly in that it was joined in progress without meeting t|ie normal plant
conditions prerequisite to the remainder of the procedure. A procedure
reflecting the actual plant condition was not established. The result of
the violation was voiding in the primary system.

This is a Severity Level V Violation (Supplement I.E.).

C. Technical Specification 6.8.1 requires written procedures to be established,
impimented and maintained. OP/1/A/6100.10J "Annunicator Response for Panel
1AD9" has been established te describe response required for alarms on that
panel. This response incl v.es a number of Immediate Actions.

Contrary to the above, on June 13, 1981 alarm A-5 on the 1AD9 panel was not
investigated for over 6 hours after alarming, and the Immediate Actions
described by OP/1/A/6100/10J were not implemented immediately.

This is a Severity Level V Vi ' tion (Supplement I.E.).
_
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D. 10 CFR 50, Appendix B, Criterion XIII as implemented by Duke Power Company
Topical Report Duke 1-A, Section 17, paragraph 17.1.13 requires that
measures be taken to control storage of equipment to prevent damage.

Contrnry to the above, in safety injection pump room MI-P-1B, scaffolding
was installed on safety-related piping with no evidence of measures being
tahn to prevent damage to the piping.

This is a Severity Level VI Violation (Supplement I.F.).

E. Technical Specification 6.II.1 requires that written procedures, be
established, implemented and maintained for safety-relat1d activities.
CP/0/B/8120/18 "Radwaste Procedure for the Routine Calibration of the "iste
Gas System Analysis (Zero and Span Calibration)" and "Radwaste Procedure for
Discharging a Waste Monitor Tank" were established to control certain
activities in the radwaste area.

Contrary to the above, in two cases radwaste procedures were not
implemented, resulting in releases to the environment.

a. On flay 20, Part 4.2.21 of CP/0/B/8120/18, which requires valve
repositioning for return to service, was not implemented, resulting in
a direct path from the waste gas tanks to the unit vent.

b. On May 21, "Radwaste Procedures for Discharging a Waste Monitor Tank"
was not imple:.iented in its entirety in that the prerequisite requiring
EMF-49 to be operable was not met. A procedure permitting release with
compliance with the action statement for EMF-49 was not established.
As a result of this violation, the release was made from the waste
monitor tank in violation of Technical Specification 1.3.3.8 which
requires EMF-49 to be operable or two samples to be dra,,r and analysed.
Only one sample was analyzed.

For both these examples, the waste released was not radioactive as the plant
was not yet critical.

This is a Level VI Violation (Supplement I.F.).

F. Technical Specification 4.11.1.5 requires that "..the quantity of the
radioactive material in each batch of slurry (used powder resin) to be
transferred to the chemical treatment ponds shall be determined to be
within... [ limits]... by analyzing a representative sample... Estimates of
the Sr-90 and Sr-89 batch concentration shall be included based on the
previous monthly composite analysis".

,

Contrary to the above, on March 6, 9, 27, April 3,13, 24, May 6, 22, and
June 8 and 11, 1981, releases of slurry were made to the chemical treatment
pond with Sr-89 and Sr-90 concentrations estimated on activity not analysis.
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No composite samples were retained. No activity was involved as the plant
was not yet critical.

This is a Severity Level VI Violation (Supplement I.F.).

Pursuant to the provisions of 10 CFR 2.201, you are hereby required to sutnit to
this office within thirty days of the date of this Notice, a written statement or
explanation in reply, including: (1) admission or denial of the alleged viola-
tions; (2) the reasons for the violations if admitted; (3) the corrective steps
which have been taken and the results achieved; (4) corrective steps which will
be taken to avoid further violations; and (S) the date when full compliance will
be achieved. C# osideration may be given to extending your response time for good
cause shown, taxer the authority of Section 182 of the Atomic Energy Act of
1954, as amended, this response shall be submitted under oath or affirmation.

Date: 80$ i i 19R1
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