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EVENT OESCRIPTION AND PROBABLE CONSECUENCES h
a 2 | At 1803 hours on 9/6/81 vith reactor power at 99%, Nuclear Instrumentation 1

i

o 3 ; Power Range Channel N44 failed low. Power operation continued in accordance I )

go ga g | with the applicabic act' ion statement of Technical Specification 1.3.1.1. The I

gg health and safety of the public was not jeopardized since the reactor protection I

[o u g | circuits for N44 were placed in the tripped (conservative) nosition fnlinufno ehn I

;a 4:j j failure and the three redundant channels remained operabic. I
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS h
g| The cause was identified as a failed power nunniv. The fnflure may knen honn I

g| accelerated by an cicvated control room temperature due to the removal cf thn I

g| control room air conditioning system for maintenance for a period of titne nrf or |

to the incident. At 2135 hours the channel was restored to service following |
|

| gg the replacement of its power supply. |
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4 .'o Attachment to LEll 81-83/03L
Beaver Vallcy Power Station

Duquesne i.lcht Company
Docket No. 50-334

No further information is availabic or needed to satisfy the reporting

requirenent.
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