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| APPENDIX A
l-
'

NOTICE OF VIOLATION
1

: Georgia Power Company Docket Nos. 50-321 and 50-366'

Hatch .1 and 2 License Nos. OPR-57 and NPF-5
i

k' As a result of the inspection conducted on July 9-13, 1981, and in accordance
i with the Interim Enforcement Policy, 45 FR 66754 (October 7,1980), the following^

violations were identified.
;"

A. Technical Specification 6.3 requires that the plant staff shall meet or
exceed the requirement of ANSI N18.1-1971. Technical Specification Figure ,

6.2.2-1 requires certain plant operators to hold an NRC operator license.
. 10 CFR 55, Appendix A, requires the licensee to follow his NRC-approved

~

operator requalification program.
.

1

1. ANSI N18.1-1971 requires an operator. to hold an NRC operator license _ :

before accepting full responsibility for a licensed position.
i

. Contrary to the above, one individual removed from licensed duties
'

during the first week of December 1980 due to falling his annual
; requalificatNn examination :ontinued performing in a position
;- requiring a license prior i.o .neeting all requirements for the licensed
i position on January 4,1981 ,

'
1- E. HNP 200, Licensed Plant Personnel Training and Retraining, Revision 6
! dated January 1981, implements 10 CFR 55, Appendix A. This procedure

requires that individuals who fail the annual requalification examina-.

tion must attend accelerated requalification lectures and be admin-
[ istered an examination in those failed sections.

Contrary to the above, the licensee took credit for attendance at,

lectures and retake examinations to meet this requirement for the 1980+

requalification year in the following unacceptoble manner:

. a. Credit was given for reactor operator level examinations conducted
J by the plant when the personnel failure was on the Senior Reactor
; Operator level. '

i

| b. Senior Reactor Operators (SRO) who previously failed their exami-
nation were given credit for material presented by a contractor to
a reactor operator upgrade class when approximately .70?/, of the

; upgrade examination was not SRO level,

c. Credit was given to one it.-11vidual for lectures and examinations
before the individual's eximination papers had been graded.,
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Georgia Power Company 2 Docket Nos. 50-321 and 50-366
Hatch 1 and 2 License Nos. DPR-57 anti NPF-5

3. 10 CFR 55, Appendix A, Section 4.a and the licensee's operator
requalification program require annual written examinations which
determine areas in which retraining is needed to upgrade licensed
operator and senior operator knowledge.

Contrary to the above, an annual determination was not made for
the 1980 requalification year in that one set of 1980 requalifica-
tion examinations even though conducted in a timely manner were
not graded for three months and a second set of 1980 requalifica-
tion examinations required almost four months for grading.

This is a Severity Level IV Violation (Supplement I.D.).

B. 10 CFR 50, Appendix B Criterion XVII requires that sufficient records
shall be maintained to furnish evidence of activities affecting
quality. The records shall include qualification of personnel. It

also requires the applicant to estc511sh requirements concerning record
retention and location. The Quality Assurance Manual (QAM) Section
17.2, Revision 35 dated February 1981 implements this requirement.

1. The QAM states that QA records shall be stored in facilities which
are constructed, located and secured to prevent destruction of the
records through fire, flooding, theft and deterioration by
temperature or humidity.

Contrea to the above, personnel qualification records in the form
of records removing a licensed operator from licensed duties are
being stored in the Training Supervisor's desk which does not meet
the above criteria.

2. The QAM requires QA records to be maintained.

Contrary to the above, the licensee could not furnish records on 9,

of 12 people that had been removed from licensed duties due to
failing the 1980 annual requalification examination.

j 3. In addition to QAM Section 17.2 which requires evidence of

| activities affecting quality,10 CFR 55, Appendix A, Section 5.a

i and the licensee's approved program require that documentation of
any additional training administered in areas in which an operator
or Senior Operator has exhibited deficiencies shall be maintained.

Contrary to the above, records were not being maintained to show
that operators and senior operators have attended the required

| accelerated requalification or annual requalification lectures.

This is a Severity Level V Violation (Supplement I.E.)
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Georgia Power Company 3 Docket Nos. 50-321 and 5C-366
Hatch 1 and 2 License Nos. OPR-57 and NPF-5

Pursuant to the provisions of 10 CFR 2.201, you are hereby required to submit to
this office within thirty days of the date of this Notice, a written statement or
explanation in reply, including: (1) admission or denial of the aileged viola-
tions; (2) the reasons for the violations if admitted; (3) the corrective steps
which have been taken and the results achieved; (4) corrective steps which will
be taken to avoid further violations; and (5) the date when full compliance will
be achieved. Consideration may be given to extending your response time for good
cause shown. l'ader the authority of Section 182 of the Atomic Energy Act of
1954, as amended, this response shall be submitted under oath or affirmation.

The respon'es directed by this Notice are not subject to the clearance procedures
of the Otiice of Management and Budget as required by the Paperwork Reduction Act
of 1980, PL 96-511.
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