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GULF STATES UTILITIES COMPANY
POSTOFFICE BOX 2951'* BEAUMONT, TEXAS 77704

AREA CODE 713 838 3843

December 23, 1981

RBG-ll,828
File Nos. G9.5, G9.25.1.1

e
Mr. Karl V. Seyfrit, Director $ A
U. S. Nuclear Regulatory Commission ;<

BRegion IV, Office of Inspection & Enforcement .' r.

;x#(g -
' ' ~611 Ryan Plaza Drive, Suite 1000 3

Arlington, Texas 76011 Q Cg -

g
Dear Mr. Seyfrit: , jyp

% op:4 .g-

River Bend Station-Unit 1 ' / s.
C;f 3Docket No. 50-458

On November 12, 1981, Gulf States Utilities (GSU) notified the' Region'IV
Office of a concern potentially reportable under 10CFR50.55(e) involving
Brown Boveri Electric, Inc. (BBE) ITE-50D and-ITE-50H series breakers. BBE
had reported this deficiency to the NRC under 10CFR21 by a letter dated
June 16, 1981. On December 11, 1981, GSU requested and Mr. Crossman of
Region IV granted, an extension until January 8, 1982, for GSU to provide
the committed status report on this subject.

GSU has completed its investigation and has concluded that this problem,
were it to have remained uncorrected could not have adversely affected the
operational safety of River Bend Station and therefore does not meet the
reporting requirements of 10CFR50.55(e). However, the safety related relays
of this type in the 4.16 KV switchgear will be replaced at the factory to
prevent the problem. This. concludes GSU's response on this matter.

Sincerely,

f . 5. b'*h
J. E. Booker
Manager-Technical Programs
River Bend Nuclear Group
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cc: Director of Inspection & Enforcement
I.

'

U. S. Nuclear Regulatory Commission
|0''; DEC 2 81981 :iWashington, D. C. 20555 .
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