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EVENT DESCRIPTION AND PROBABLE CONSEQUENT (‘
(1lance testing indicated that one J

17) | During a scheduled refueling outage, surve’

[3] | __RCS flow transmitter was out of calibration in excess of T.S. 2.3.a.4.A limits. |

“Ti] | This is an LCO per Table T.S. 3.5-2 and 1= reportable : + & reactor protection system |
“57Z] | instrument setting l.ss conservative than ¢ 'tﬂbl_fjﬁgﬂj}' the Technical Specificationsy
¢16]) | Safety limits would not have been exceeded: redundant instrumentation would have |
0 | 7] | pit;formed as required. There was no effect on public cafety or plant operation. Sl
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L.AU.:(: DESCRIPTION AND CORKECTIVE ACTIONS G
1) L _This transmitter was out of calibration duy _to normal instrument drift. The !
T[] | _transmitter was recalibrated and tested satisfactory. No further action is J
| required at this time. |
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