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EVENT DESCRIPTION AND PROSABLE CONSEQUEINCES (10

17 | During norie! operation and while reviewina surveillance procedures it was |
15 Ldiscovered that the HPIC and RCIC Turbine Exhaust diaphraom pressure instruments 1
i< { E41-N012A-D and £51-11012A-D were calibrated with a head pressure of 13.8 psiq. -3

Te] |Thesc instruments are on a dry line and should not have a head pressure. This made

Te) | the setpoint 21.8 psig which exceeds the Technical Specification limit of </= 10 |

7] Lesig (Tables 3.2.2.12 and 3.2-3.11). This condition has existed since 1975. There was |

,11 Lno effect on public health and safety. ' !
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS »
71%] | The error was caused by defective procedures which reauired a head pressure on these |

S11) Linstruments. Maintenance personnel did not realize that the procedyre was in error 1

<I3] Land_that the line should not have water in it. The calibration and surveillance e

7131 | procedures were corrected for new cetnoints and chanaed to insure that the line is |

TI. ._drained of anv water. The instriments were recalibrated. |
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