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EVENT DESCRIP140N AND PROGABLE CONSEQUENCES h
[o|2| | During a document review it was discovered that the waste disposal liquid effluent |

o laj i monitor was indicating low. Therefore, the possibility of not meeting T.S. 3.9.a.5.c. |

lo |4I [ existed, automatic closure of the waste discharge valve prior to exceeding the limits .j

[o Isl I of 10CFR Part 20, Appendix B,and is reportable per T.S. 6.9.2.b(2). Since samples 1

[o |s | [ are analyzed and discharge permits must be issued before a release is made, there was |

|o |7] | no effect on public safety or plant operation. |
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS

i o | Low count indication on the waste disposal monitot was due to a weak detector tube. 1

[TTT1 I upon discovery no further discharges were made until the detector tube was replaced I

i 7 | and detector calibrated. No further action is reauired. I
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