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EVENT DEScalPTION ANO PAC 8 A8LE CONSECUENCES h
1o: 21 | During normal full power operation, Channel "MA" Containment Isolation I

t o 121 1 Signal (CIS) Radiation Monitor failed low. The "MA" CIS Radiation |

i,i4| | Monitor Channel was declared inoperable in accordance with TS 3.3.2.1. I

ioisi | The MA Channel was repaired, functionally tested and restored to I

g ; operable status within the time limits specified. The other three j

tojr| | channels remained operable throughout the event, so the health and I

t o 6 41 i safety of the public were not affected. I
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CAusE cEscaiarioN AND COAREC'nVE ACHONS h
iiio;; The "MA" CIS Radiation Monitor Channel failed due to a failed " Action-Pak" i

j, ;,,, Model 4300-159 V/I converter.. Specific cause for the converter failure ;

1 ,,,i was not determined. Immediate corrective action was to replace the ;
,,

i,63i | Action-Pak converter. No further action was required. !
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