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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES

{0]Z] I While in Mode 2, at 2.9% power, a routine surveillance, Containment Personnel Airlock |
(613] | Test, was performed and the acceptance criteria was not met. The plantewas operated in |

[5T7) laccordance with T.S.A.S. 3.6.1.3 for approximately 8.5 hours. Similar LER's: 82-14. |
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CAUSE DESCRIPTION AND CORRECTWE ACTIONS @
[iTc] |The excessive leakage was attributed to a leaking gasket on the inner airlock door. J

D) lSilicone Rubber, Desilco # 7234. The gasket was replaced and a successful leak test

SR F2 | was completed.
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