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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES (10)
(5T7] |During refuel local leak rate testing, outboard MS drain isolation valve, |

CHER |M0-2374, was found to exceed T.S.4.7.A.2.f acceptance criteria (30.6 scfh vs. |
[@1=] |17.2 scfh). Inboard MS drain isolation valve was operable and within the |
(cI5) |acceptance criteria for LLRT. One previous similar event for this valve |

L(AD)-75-01). No effect on public health and safety. |
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CAUSE DESCRIPTION AND COﬂﬂE&T'VE ACTIONS

[ 3" - 600# gate valve, pressure seal type motor operated, drawing 22 64-5. |

NN ' i disc ca by original disc to seat ring |

Lmisalignment. Disc was machined and seats ground. Valve retested satisfactorily.
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