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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES (10) %
(7] | During Refueling outage Local Leak Rate testing, CV-2385, Drywell Atmosperic |
(573 | Control System inboard Isolation Valve bypass valve was found leaking in |
[ET=] | excess of Technical Specification acceptance criteria (T.S. 4.7.A.2.F). 1
(E5) | No effect on health and safety of Public. No previous similar occurances. |
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS

Globe Valve had a wear groove in its dlsk

face. Val isk i p i im4 . ;
nss R ve disk was machined, lapped and reinstalled. Similar valves will N
(LI Lbe_inspected for possible wear. J
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