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; Docket No. 50-213 i
;

i Mr. John F. Opeka l
; Executive Vice President - Nuclear

Connecticut Yankee Atomic Power Company4

j- P.O. Box 270
] Hartford, Connecticut 06141-0270

l . [
[ Daar Mr. Opeka: |

j !URTECT: Emergency Preparedness (EP) Exercise Inspection 56 213/94-10
,

1 i

i Enclosed is the report of the May 13-16,1994 inspection, led by Mr. J. Lusher,'of Connecticut . !

| Yankee Atomic Power Company Emergency Preparedness (EP), full-participation, exercise ;

; conducted on May 14, 1994. Our inspection findings were based on observations by the |
inspectors, discussions with your staff, and reviews of documents. The preliminary NRC I

,

findings were discussed with Mr. J. IaPlatney and other members of your staff by Mr. Lusher, *

,

i at the end of the inspection, and during a telephone conversation with Mr. R. Rogers on
: May 26,1994.

.

,

Overall, the onsite performance was very good and demonstrated that the emergency plan and i
procedures for the facility met NRC requirements and that the plant' staff is capable of

! implementing them. An exercise strength was identified in the Simulator Control Room where
||the shift crew exercised good event diagnosis, classification and made timely notifications. No

violations or exercise; weaknesses were identified. However, .an area where potential -
improvement could be realized was identified in the information exchange between the Control

: Room Data Coordinator and.the Technical Information Coordinator. . Additionally, some minor
administrative deficiencies were noted in the Operational Support Center. They are discussed4

in the inspection report. We also found a significant performance improvement in making
, .

protective action recommendations to the State. Therefore, a previously identified item in this
' area was resolved.
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Connecticut Yankee Atomic 2
Power Company

lNo reply to this letter is required. Thank you for your cooperation.
|

Sincerely,

Original Signed By; j
James H. Joyner .;

,

James H.' Joyner, Chief -

Facilities Radiological Safety . !

and Safeguards Branch

Division of Radiation Safety '
iand Safeguards

!

Enclosure: NRC Inspection Report No. 50-213/94-10
,

cc w/ enc 1: :

S. E. Scace, Vice President, Nuclear Operations Services {
J. P. Stetz, Vice President, Haddam Neck Station
J. Solymossy, Director, Nuclear Quality and Assessment Services i

J. J.~ LaPlatney, Director, Nuclear Unit
.

.

:

-

R. M. Kacich, Director, Nuclear Planning, Licensing and Budgeting
Gerald Garfield,- Esquire
Nicholas Reynolds, Esquire
K.' Abraham, PAO

'

'

Public Document Room'(PDR)
Iocal Public Document Room (LPDR)
Nuclear Safety Information Center (NSIC)
NRC Resident Inspector |
State of Connecticut SLO |
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bonnecticut Yankee Atomic 3
' Power Company

i bec w/ encl:
Region I Docket Room (with concurrences)

{ bec w/enci (VIA E-MAIL):
; J. Stolz, NRR/PD I-4

W. Dean, OEDO !

; A. Wang, PM, NRR |
M. Shannon, NRR/ILPB |
C. Beardslee, DRS, SALP Coordinator ]
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CONCURRENCES:

DRSS:RI DRS DRSS:RI
Lusher K ig Joyngr
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