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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES h
10|2| | During plant operation, routine RTGB surveillance revealed that instrument recorder. |

|0|al 12-CAC-AR-1263, showed a downscale indication of primary containment atmosphere |

lo |4 | | hydrogen and oxygen concentrations. A check of the respective instrument analyzer, |

jo|5j |2-CAC-AT-1263-1 and 2 showed expected indications with apparent normal instrument |

[ O |6 | | operation. At the time of this event, the redundant analyzer, 2-CAC-AT-1259-1 and 2, I

| 0 | 7 | | showed expected indications. This event did not affect the health and safety of the l

I0is1 |public. Technical Specifications 3.3.5.3, 3.6.6.4, 6.9.1.9b i
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS

|The downscale indications shown by the 1263 recorder, Model No. Mark II, occurred |i O

|due to a failed recorder print drive motor. The drive motor was replaced and, |i i

g ollowing a calibration of the recorder, it was returned to service. These type CAC |f, ,

| analyzers and recorders will be replaced in accordance with an approved plant |,, ,3,

gmodification due to past problems experienced with this instrumentation. |, 4
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