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EVENT DESCRIPTION AND PROBABLE CONSEoOENCES Oto
[o [21 |While performing an incore detector alarm update on 4 November 1982, the alarm values I

iwere updated incorrectly, resulting in non-conservative alarm values for the incore de- |o 3

g |tectors. As a result, the 15.6 KW/ft linear heat rate LC0 (T.S. 3.2.1) could not be |

goggj; verified. The incorrect alarm values remained in place for approximately 32 hours be- |

g | fore discovery, at which time the alarm values were corrected. Similar LER's: None. ;

32 hours _that the_ alarms waro non-conservative. Ilather _ data _ indicated that during-the t7

i O is i i > 20% margin exsisted to the 15.6 KW/ft linear heat rate limit. 1
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CAUSE oESCRIPTION AND CORRECTIVE ACTIONS h
[i j o | | At the time of the alarm update the plant calorimetric was temporarily out of service, I

i i | causing erroneous alarm values to be calculated by the. plant computer. All personnel I

i, ;,i | who will be performing the alarm updates were informed of the error, and re-instructed I

iij3; | on the procedure to be followed when updating the incore detector alarms. This I

g i i4 ; | reinstruction is documented in training records. I
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