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INSTRUCTIONS

Remove Old Page No. Insert New Page No. Description Of and Reason for Change

Not Applicable - Insert all pages of To make procedure for
New Procedure. EPP-18, Issue 0, information and directions

necessary to operate the TSC/ EOF
Data Acquisition System Computer.
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This issue shall not become effective unless accompanied by a new cover sheet
properly signed off in the appropriate review / approval columns.
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OPERATION OF TSC/ EOF DATA ACQUISITION SYSTEM
,

1.0 PURPOSE
\

The purpose of this procedure is to provide the user witN the
information and directions necessary to operate the TSC/3OF
Data Acquisition System Computer. ,

2.0 REFERENCES

2.1 LACBWR Operating Manual, Volume IV, Section 11. .

2.2 TSC/ EOF Software Manual. 7,j

3.0 DEFINITIONS

3.1 "<CR>" - Press the " return" or " enter" key at the user'g
terminal.

3.2 "3ERMINAL" - Any device which a user can communicate with

() the computer system.

3.3 " COLD START" - Bring the computer system from a completely
de-energized state to opecational. ,

3.4 " WARM START" - The computer system is supplied with power,
but is not running and must be rebooted. ,

3.5 "LOGIN" - The procedure by which the user gains access to
the system.

' '

3.6 " PASSWORD" - A key word that the terminal operator muNt
use to gain access to the system.

3.7 " LOGGED ON" - The user is presently recognized by the

|
computer system to use system resources.

,

1

3.8 "LOGOUT" - The procedure by which the user notifies the
computer that he/she no longer requires computer
resources.

'

,

3.9 "CRT" - A device (cathode ray tube) which displays the -

information with which the user communicates with the
computer.
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4 PROCEDURE

O
.0

| 4.1 Manual Activation of Mode 2 (" ABNORMAL CONDITION"),

4.1.1 If presently "I.OGGED ON," then type "LOGOUT" <CR>; ,

4

if not " LOGGED ON," go the Step 4.1.2. |

4.1.2 Type "LOGIN ACTIVATETSC," <CR) PASSWORD "LACBWR"
<CR).

The system will now perform as if it were automatically
activated.

4.2 Manual Activation of Mode 2 (" ABNORMAL CONDITION")
4

'

:

4.2.1 If presently " LOGGED ON," type "LOGOUT" <CR>; :
'-

i f not " LOGGED ON," go to Step 4.2.2. !*
,

' ' 4.2.2 Type "LOGIN ACTIVATE TSC," <CR> PASSWORD:"LACBWR"
!

<CR>.

| The system will now be operating in Mode 1.

For other uses of the TSC/ EOF Data Acquisition System, refer '

| to the LACBWR Operating Manual, Volume IV, Section 11.,
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