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EVENT DESCRIPTION AND PROBABLY CONSEQUENCES 10
'lllli 10n 12/10/82 durina power ascension testina at 80% full power, it was determined that the values of the shape |

|1|1| lannealing matrix for all four core protection calculators (CPC) had been improperly loaded into the CPCs. Use |

IllTl lof an incorrect shape annealing matrix caused the CPC channels to calculate a more bottom peaked core power |

|1|l] | distribution than actual as calculated with the incore detector system. These errors may have caused non- |

|111| | conservative DNBR and LPD calculations by all four CPC channels. This occurrence is reportable per T.S. I

1111| |6.9.1.8.f. 1

iIlli i i
7 8 9 80

SYSTEM CAUSE CAUSE COMP VALVE
CODE CODE SUBCODE COMPONENT CODE SUBCODE SUBCODE

111 _I,_| 11 112 113 |_N_|_S_l l i,,R,_| 14 115 |16

SEQUENTIAL OCCURRENCE REPORT REVI510N
LER/R0 l' EVENT YEAR REPORT NO. CODE TYPE NO

#' |- 3. -

ACTION FUTURE EFFECT SHUTDOWN ATTACHMENT NPRD-4 PRIME COMP. COMPONENT' TAKEN ACTION ON PLANT METHOD HOURS SUBMIT (ID FORM SUB SUPPLIER MANUFACTURER
38 |19 120 121 |111] 22 123 124 125 l_4_I_9_| 26

CAUSE DESCRIPTION AND CORRECTIVE ACTIONS 27
|111| |The cause of this occurrence was personnel error. At the 50% full power ascension test plateau, nuclear Ii

i |]Ilj leggineering personnel determined shape annealing matrices (SAM) for each CPC channel.' The matrices were |

| |1| btransposedandinputincorrectlyintoeachCPCchannel. The cause of the transposition was inadequate label- |

ill'11 (13 of the individual matrix elements as listed by a SAM analysis code. The SAM elements were installed |

|1|11 {with n I hour of identification of the error. Prior to utilization of the SAM analysis code for the (cont'd) |
7 8 9- 80

FACILITY METHOD OF
ST/TUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION

11|TJ ll_l28 I F |_8_| 0 129 4F|31 |
|0 i NA 130 |A Nuclear Engineer Observation |32~\ 72 13 44 46 80 ?7- 8 Ss

ACTIVITY CONTENT
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE

|1|1| |_Z,_|33 | Z 134 | NA 135 | NA |36
7 8 9 IF 11 44 45 80

PERSONNEL EXPOSURES
NUMBER TYPE DESCRIPTION,

0-.,_l 1 | 37 |38 NA 39 i

< - PERSONNEL INJURIES
.

_

N NUMBER DESCRIPTION '

11111 1111] O |40 i NA ' |41
%

,

7 8 9 w^ 'll 12 80*

LOSS 9F OR DAMAGE TO FACILITY; ~

TYPE DESCRIPTION ;

|111| |_Z_]42 | NA 8212300090 821221 143
PDR ADOCK 05000368' , PUBLICIT F s PDRs,.

i* ISSUED DESCRIPTION NRC USE ONLY
,

(1111 l MA
9_N,,_|44 |s [45 | |

63|_|_i_|_|_|_i_|_|_|_|502 76 687 8 s ,* x,.,. -
,

NAME OF R LPARER Patrvk Rogers PHONE: (501) 964-3100s
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Cr'use Description and Corrective Actions (cont'd):

. next beginning of cycle testing', labeling of the individual matrix elements will be .
'added. This item was previously rewrted by letter (ANO-82-2-1246) from AP&L
(Levine) to NRC (Collins) dated December 10, 1962.
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