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DCS No: 50410910330
Date: April 1, 1991

-PRELIMINARY NOTIFICATION OF EVENT OR UNUSUAL OCCURRENCE- PNO-I-91-25

This preliminary notification constitutes EARLY notice-of-events of
POSSIBLE safety or public interest significance. The information is
as initially received without verification or evaluation, _and is basically 3

all that is known by the Region 1 staff on this date.
Facility: Licensee Emergency Classification:Niagara Mohawk Power Corp. X Notification of Unusual Event-

Nine Mile Point Unit 2 AlertDocket No. 50-410
Scriba,-NY Site Area Emergency

, General Emergency
_ Not Applicable

,

Subject:
UNUSUAL EVENT AND REACTOR SHUTDOWN DUE TO REACTOR COOLANT
PRESSURE BOUNDARY (RCPB) LEAKAGE-

At 2:01 p.m. on 3/20, Niagars Mohawk declared an Unusual Event afterverifying the existence of reactor coolant pressure boundary (RCPB)
leakage following a drywell entry to discover the source of increasingunidentified drywell-leakage.

Prior to the ev ent , plant operators had determined that unideatified
drywell leakage was increasing at approximately 0.5 3pm per day and or. 3/28
was at 1.7 apm. On 3/29, the 1erkage rate jumped up to 2.75 spm and plant
management decided to decrease power to permit a drywell entry. The
power-reduction commenced at midnight oh 3/29 and by 8:02 a.m. on 3/30,-

-reactor power was less than 15%. At 1:35 p.m., drywell deinertingwas completed and personnel entered the drywell, The source of the leakage
-

was identified as originating from a flex hose on a reactor coolant systemsample piping connection on the "A" recirculation loop riser piping. Theleak was determined to be RCPB leakage and TS 3.4.3.2 was entered which
required the plant to be in hot shutdown in 12 hours and cold shutdown the- following 24 hours. An Ur. usual Event was also declared at 2:01 p.m.

-

because of the RCPB leakage.

At 9:30 a.m. on 3/31, _the Unusual Event was terminated following cooldownd depressurization of the plant. Leakage had stabilized at around.0.7-an

gpm and reinsrection of the flex connection verified ne catastrophic
failure.

Resident inspectors are onsite monitoring repair.
There has been media coverage of thic event.

-The State'of New York has been notified.
- CONTACT: Rob-Temps Don Haverkamp

315-342-4041 (FTS')' 346-5120
,
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