APPENDIX A

NOTICE OF VIOLATION

Southern California Edison Company Docket Nos. 50-361 and 362
SONGS 2 and 3 License Nos. NPF-10
and NPF-15

As a result of the inspection conducted during April 11 through April 27, 1983
and in accordance with NRC Enforcement Policy, 10 CFR Part 2, Appendix C, the
following violation was identified.

Unit 2 Operating License No. NPF-10, paragraph 2.C.(14).b states that
"Prior to exceeding five (5) percent power, SCE shall install and make
operable fixed emergency lighting in access and egress routes to safe
shutdown areas. The lighting units shall be sealed-beam units with
8-hour minimum battery power supplies.”

Unit 3 Operating License No. NPF-15, paragraph 2.C.(12).a states in part,
that "...In addition, SCE shall meet the technical requirements of
Section...III.J "Emergency Lighting"... of Appendix R to i0 CFR 50."

Appendix R to 10 CFR 50, paragraph III.J, states, in part, that
"Emergency lighting units with at least an B-hour battery power supply
shall be provided in all areas needed for operation of safe shutdown
equipment and in access and egress routes thereto."

In the licensee's response to Question FQ015.18 contained in the Fire
Hazards Analysis, FSAR Amendment 11, Page FHA-35, defined the safe
shutdown areas to be provided with 8-hour emergency lighting units as
including the Main Steam Atmospheric Dump and Essential Plant Parameters
Monitoring Panel Areas.

Contrary to the above requirements, as of April 26, 1983, in Units 2 and
3, the stairway leading from the penetration area, housing the Essential
Plant Parameters Monitoring Panel, to the areas leading to and including
the ladder descending to the Main Steam Atmospheric Dump valves, and the
area in the immediate vicinity of the Main Steam Atmospheric Dump valves
were not sufficiently lighted by 8-hour emergency battery powered

lighting units to enable safe access and egress by operations personnel.

This is a Severity Level IV Violation (Supplement 1).

Pursuant to the provisions of 10 CFR 2.201, Southern California Edison Company
is hereby required to submit to this office within 30 days of the date of this
Notice, a written statement or explanation in reply, including (1) the
corrective steps which have been taken and the results achieved; (2)
corrective steps which will be taken to avoid further items of noncompliance;
and (3) the date when full compliance will be achieved. Consideration may be
given to extending your response time for good cause shown.
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The response directed by this Notice is not subject to the clearance
procedures of the Office of Management and Budget as required by the Paperwork
Reduction Act of 1980. PL 96-511.

MAY 161983 ow)

Dated D. F. Kirsch, Chief
Reactor Projects Section No.3




